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INITIAL STATEMENT OF REASONS 
FOR PROPOSED BUILDING STANDARDS 

OF THE STATE FIRE MARSHAL 
REGARDING THE 2022 CALIFORNIA BUILDING CODE 

CALIFORNIA CODE OF REGULATIONS, TITLE 24, PART 2 

(SFM 02/21) 

The Administrative Procedure Act (APA) requires that an Initial Statement of Reasons be 
available to the public upon request when rulemaking action is being undertaken. The 
following information required by the APA pertains to this particular rulemaking action: 

STATEMENT OF SPECIFIC PURPOSE, PROBLEM, RATIONALE and BENEFITS 

Government Code Section 11346.2(b)(1) requires a statement of specific purpose of each 
adoption, amendment, or repeal and the problem the agency intends to address and the 
rationale for the determination by the agency that each adoption, amendment, or repeal is 
reasonably necessary to carry out the purpose and address the problem for which it is 
proposed.  The statement shall enumerate the benefits anticipated from the regulatory 
action, including the benefits or goals provided in the authorizing statute. 
 

CHAPTER 1 
ADMINISTRATION 

DIVISION I 
CALIFORNIA ADMINISTRATION 

Item 1-1 

Chapter 1, Scope and Administration, Division I, California Administration, Section 

1.1 through 1.1.12 General 

 
The SFM is proposing to maintain the adoption of those existing California provisions 
contained Sections 1.1 through 1.1.12 with modification as shown above. 
 

Item 1-2 

Chapter 1, Scope and Administration, Division I, California Administration, Section 

1.1.1 Title 

 
The SFM is proposing to repeal the adoption by reference of the 2018 International 
Building Code and incorporate and adopt by reference in its place the 2021 International 
Building Code for application and effectiveness in the 2022 California Building Code. 
 
 

Item 1-3 

Chapter 1, Scope and Administration, Division I, California Administration, Section 

1.11 through 1.11.11 Office of the State Fire Marshal 

 
The SFM is proposing to carry forward existing California provisions contained in Sections 
1.11 through 1.11.11 with amendments as shown below. 
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Item 1-4 

Chapter 1, Scope and Administration, Division I, California Administration, Section 

1.11.1 Office of the State Fire Marshal 
 
The State Fire Marshal is required as per passed in Senate Bill 85. Public resources: 
omnibus trailer bill. (2019-2020) to provide clarifying language regarding Specified State 
Occupied Occupancies.  The regulations adopted by the State Fire Marshal will meet the 
intent of Health and Safety Code Sections 13208 and 13146. 
 

Problem being addressed:  With the passage of Senate Bill 85. Public resources: 
omnibus trailer bill. (2019-2020), the Office of the State Fire Marshal is required to 
provide clarifying language regarding Specified State Occupied Occupancies. 

 
Anticipated benefits from this regulatory action:  This regulatory proposal benefits 
California and stakeholders by clarifying and updating the safety requirements for 
Specified State Occupied Occupancies. 

 
Factual Basis/Rationale:  The Office of the State Fire Marshal is required to clarify 
and define Specified State Occupied Occupancies as per Senate Bill 85. Public 
resources: omnibus trailer bill. (2019-2020).  

 

Item 1-5 

Chapter 1, Scope and Administration, Division I, California Administration, Section 

1.11.4.4 Fire Clearance Preinspection 

 
Section 1.11.4.4 and 1.11.4.5 are updated to meet the Health & Safety Code Section 
13244. The statute was changes for the fees that are charges for inspections.  These 
changes were made in other parts of Title 24, but Part 9 was missed. This will correlate 
with the other parts of Title 24. 
 

Item 1-6 

Chapter 1, Scope and Administration, Division I, California Administration, Section 

1.11.4.5 Care Facilities 

 
Section 1.11.4.4 and 1.11.4.5 are updated to meet the Health & Safety Code Section 
13244. The statute was changes for the fees that are charges for inspections. This 
changes were made in other parts of Title 24, but Part 9 was missed. This will correlate 
with the other parts of Title 24. 
 

Item 1-7 

Chapter 1, Scope and Administration, Division I, California Administration, Section 

1.11.6 Certificate of Occupancy 
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The SFM is proposing to correlated the requirements for certificate of occupancy with the 
regulations in the California Building Code. This is an existing amendment that has not 
been maintained and overlooked in the California Fire Code for several editions. The 
California Building Code is the appropriate part of the California Building Standards Code 
for the issuance of a certificate of occupancy from the authority having jurisdiction. 
 

Item 1-8 

Chapter 1, Scope and Administration, Division I, California Administration, Section 

1.11.11 Adopting Agency Identification 

 
The proposal is an editorial correction to the referenced Section number in the California 
Building Code. 
 

CHAPTER 1 
ADMINISTRATION 

 
DIVISION II 

ADMINISTRATION 

 

Item 1-9 

Chapter 1, Administration, Division II, Administration  

 
[The SFM proposes to only adopt Sections 105.2.1, 105.3 – 105.3.1, 105.4, 105.6 – 105.7, 
106.1– 106.3, 107.1 – 107.3, 107.4, 108.1 – 108.3, 110.1 – 110.3, 110.3.4 – 110.3.7, 110.3.9 
– 110.3.11, 110.4 – 110.6, 111.1– 111.4, 112, 114.1 – 114.2, 115 and 116 contained in the 
2018 IBC Chapter 1.]  
 

Item 1-10 
Chapter 1, Administration, Division II, Administration  

 
The SFM is proposing to modify section 105.2 based on proposed changes in Chapter 7A, 
Section 710A for accessory building and structures. 
 
Without the addition of this language, Exception #1 to the “Building” portion of Section 
105.2 basically instructs the code user to ignore the code altogether for these structures, 
despite the fact that the construction is within the scope and application of portions of 
Chapter 7A (namely Section 710A ACCESSORY STRUCTURES).  The goal of this 
change is to correlate this section with Chapter 7A and instruct the code user to consult 
Section 710A, regardless of whether or not a permit is required.  The language being 
added does not impose any regulatory provisions nor any requirement for a permit; rather 
it is informational for the benefit of the code user only. 
 
 

Notation: 
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Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 
 

CHAPTER 2 
DEFINITIONS 

Item 2-1 
Chapter 2, Definitions 

 
The SFM proposes to adopt Chapter 2 and carry forward existing amendments. 
 

Item 2-2 
Chapter 2, Section 202 General Definitions, Capacitor Energy Storage System 

 
The SFM proposes to adopt model code language for Capacitor Energy Storage System. 
 
The SFM proposes to adopt model code language for Capacitor Energy Storage System. 
This was mistakenly deleted in the 2019 intervening code cycle. It is part of the Energy 
Storage System Chapter 12 re-write.  
 
 

Item 2-3 
Chapter 2, Section 202 General Definitions, Child Care 

 
The SFM is proposing a definition for Child Care. 
 
Current regulation as it is printed in California Code of Regulations (CCR) Title 22. The 
Department of Social Services (DSS) has for approximately 10 years been transitioning 
from the term “Day Care” to “Child Care”. The profession of child care has evolved into a 
more inclusive type of care that can include early learning and child development. The 
caring aspect of the facilities are more emphasized. The State fire Marshal work group is 
including the definition to be more consistent between regulations.  
 
CCR 22 Section 101152 c (7) “Child Care Center” or “Day Care Center” (or “center”) 
means any child care facility of any capacity, other than a family child care home as 
defined in Section 102352f. (1), in which less than 24-hour per day non-medical care and 
supervision are provided to children in a group setting. The term “Child Care Center” 
supersedes the term “Day Care Center” as used in previous regulations. 
Here is the link: Title 22 regulations 
 
 

https://govt.westlaw.com/calregs/Document/I96014AD0D4C011DE8879F88E8B0DAAAE?viewType=FullText&listSource=Search&originationContext=Search+Result&transitionType=SearchItem&contextData=(sc.Search)&navigationPath=Search%2fv1%2fresults%2fnavigation%2fi0ad7140b00000175fcccf25cb0006a64%3fNav%3dREGULATION_PUBLICVIEW%26fragmentIdentifier%3dI96014AD0D4C011DE8879F88E8B0DAAAE%26startIndex%3d1%26transitionType%3dSearchItem%26contextData%3d%2528sc.Default%2529%26originationContext%3dSearch%2520Result&list=REGULATION_PUBLICVIEW&rank=1&t_T1=22&t_T2=101152&t_S1=CA+ADC+s
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Item 2-4 
Chapter 2, Section 202 General Definitions, Day-Care 

 
The SFM proposes to amend the definition of Day-Care. 
 
The SFM proposes to amend the definition of Day-Care. The occupancy of day-care is for 
a limited time during any day.  The code is clear that is can be any time of the day, it was 
not described it the definition.  This is an editorial change, to have consistency with the 
Social Service regulations in Title 22 and the current regulations. 
 
 

Item 2-5 
Chapter 2, Section 202 General Definitions, Energy Storage System, Electrochemical 

 
The SFM proposes to repeal California amendments and replace with model code 
language. 
 
 

Item 2-6 
Chapter 2, Section 202 General Definitions, Inflatable Amusement Device 

 
The SFM proposes a new definition. 
 
This proposal introduces basic safety requirements for inflatable amusement devices also 
known as “bounce houses”. There have been numerous reported incidents of accidents 
and injuries involving these devices caused by weather events such as sustained or wind 
gusts and/or improper set-up, anchorage or use where the “bounce house” is uplifted, 
carried away and/or overturned with children or adults inside. A proposal to regulate these 
devices was presented in the last cycle but there was concern regarding the difference 
between outdoors and indoors and permits. At the time ASTM F2374 was not written in a 
way that it could be referenced but that has changed now and it is in good shape (including 
all mandatory language). No discussion of either location or permits is included in this 
proposal. This proposal is much more compact than the earlier one. Chapter scoping 
section is modified to reference proposed new section. This new section simply adds basic 
fire and electrical safety requirements for the construction, placement and operation of 
portable inflatable amusement devices. The section addresses safety requirements for 
both outdoor and indoor use of these devices. The electrical safety section 
simply refers to an existing code section. A definition for inflatable amusement devices is 
also included to correlate the type of devices covered by these new CFC code 
requirements. The information regarding a certificate and affidavit refers to the existing 
sections for tents. 
 
Cost Impact: The code change proposal will increase the cost of construction. 
This will increase the cost of construction (compliance) because products that are 
unregulated will now require to undergo some fire testing. 
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Item 2-7 
Chapter 2, Section 202 General Definitions, Large-Scale Fire Testing 

 
The SFM proposes a new definition. 
 
The definition of what large-scale testing means is a growing problem for the installation of 
Energy Storage Systems. An explosion in 2019 in Arizona resulted in a significant event, a 
deflagration and firefighters seriously injured. The Energy Storage System (ESS) 
compliance world have correctly pointed out that the installation would not have complied 
with either 2018 fire codes, even more so NFPA 855 and the 2021 IFC. We used the 2018 
fire codes and NFPA 855 as benchmarks on safety. 
  
UL 9540A was developed to ensure there was a standard method to conduct the required 
large-scale fire test, not to create a concept similar to UL 1973 that provides an out. 
  
Many of us were of the opinion that if a system is installed in accordance with the 2018 fire 
codes or NFPA 855 a reasonable level of safety has been provided and we have 
addressed what happened in Arizona. But is inadequate large-scale fire test reports are 
being applied where there wasn’t a large-scale fire when the cells are capable of thermal 
runaway, that reasonable level of safety is not occurring and the language and intent of the 
fire codes and NFPA 855 are not being complied with. We are still installing potential 
Arizona hazards. 
  
The definition in NFPA 855 are clear. The proposed language brings the definition from 
NFPA 855 into the Fire Code for the clear intent of the meaning used within the code 
regulations for Chapter 12 for ESS. 
 
Cost Impact: There will be no increase or decrease in cost, as the regulations are existing 
in code. 
 
 

Item 2-8 
Chapter 2, Section 202 General Definitions, Photovoltaic (PV) Panel System, 
Ground-Mounted 

 
The SFM proposes a new definition. 
 
The SFM proposes a new definition. Ground-mounted photovoltaic panel systems are 
referenced in the 2021 I-codes, in IBC Sections 1607.4.4 and 3111.3.5; in IRC Section 
R324.7; and in IFC Section 1205.5. 
 
 

Item 2-9 
Chapter 2, Section 202 General Definitions, Photovoltaic (PV) Support Structure 
Elevated 

 
The SFM proposes a new definition. 
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The SFM proposes a new definition. Most PV panels in the marketplace have been fire 
tested and assigned a “type rating” in accordance with UL 1703. However, some PV 
panels might not have that fire testing, and could be marked “not fire rated.” This proposal 
clarifies that PV panels marked “not fire rated” cannot be used on 
elevated/overhead PV structures that could have people or cars beneath them, with or 
without a full roof assembly. Where elevated PV structures have PV panels mounted over 
open-grid framing with no roof deck or sheathing cannot achieve a “fire classification” 
because there is no combustible roof covering to ignite in a UL 2703 spread-of-flame or 
burning brand test. Therefore, it is sufficient protection to install only type-rated modules. 
The same is true when PV panels are installed directly over noncombustible metal 
sheathing without a stand-off mounting system. Where elevated PV structures have a roof 
assembly and PV panels are rooftop mounted over that roof assembly, then those 
structures 
 

Item 2-10 
Chapter 2, Section 202 General Definitions, Toddler 

 
The SFM proposes a new definition. 
 
Day Care facilities are licensed by the Department of Social Services.  The classifications 
of the children are infants – age 0 to 24 months, toddlers – 18 to 36 months and preschool, 
etc.  The intent of the regulations is to provide a level of safety to the children that are non-
ambulatory or unable to self-evacuate in an emergency.   The conflict is that there is an 
overlap of the definition of infants and toddlers.  The Office of the State Fire Marshal 
conducted a Day Care Workgroup to address issues with the current regulations.  The 
workgroup recommended the legal definition of toddlers from the Health & Safety Code 
Section 1596.55 and to include them in the regulations to remove the conflict in the 
definitions.  This proposal will also remove the conflict with the Social Service’s 
classification of daycares.  This will allow the building and fire code officials to classify the 
occupancy of I-4 or E based on Social Services classifications for licensing. This will be 
determined by the age of the children within the child care facility. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 
 

 
CHAPTER 3 

OCCUPANCY CLASSIFICATION AND USE 
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Item 3-1 

Chapter 3, Occupancy Classification and Use 

 
The SFM proposes to adopt Chapter 3 and carry forward existing amendments. 
 

SECTION 304 
BUSINESS GROUP B 

Item 3-2 

Chapter 3, Section 304 Business Group B 

 
The SFM proposes to add the title of Group I-2.1 and delete model code language for 
higher education laboratories. 
 
The SFM proposes to add the descriptive title for I-2.1 occupancies classification. The 
SFM proposes to delete model code language for higher education laboratories, it is not 
used in California and is in conflict with California’s Group L occupancy classification. 
 
 

Item 3-3 

Chapter 3, Section 304 Business Group B 

 
The SFM proposes to delete model code language for higher education laboratories. 
 
 

SECTION 305 
EDUCATIONAL GROUP E 

Item 3-4 

Chapter 3, Section 305 Educational Group, Section 305.2 and 305.2.1 Group E child 

care facilities 

 
The SFM proposes to amend the definition for day care facilities. 
 
The SFM proposes to amend the definition for day care facilities. SFM is proposing to 
deleted the amend version of 305.2 and adopt the IBC model language. The SFM is also 
maintaining the exception for the R-3 occupancies with are the Family Day Cares which 
are mandated by Health & Safety Code section 1596.955, 1596.956 
The code was silent on the number of infants that could be included in a Group E Day 
Care. This created confusion for the building and fire officials. This proposal fills in that 
gap. It would allow up to five infants and toddlers in the Group E Day Care. This number of 
infants and toddlers corresponds with CBC 305.2.2 that allows up to five children in any 
occupancy, without changing the occupancy classification.  
The change to include children at the age of 3, Child Care facilities are licensed by the 
Department of Social Services. The license categories of children are; infants – age 0 to 
24 months, toddlers – 18 to 36 months and preschool, etc. The intent of the regulations is 
to provide a level of safety to the children that are non-ambulatory or unable to self-
evacuate in an emergency. The conflict is that there is an overlap of the definition of 
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infants and toddlers.  The Office of the State Fire Marshal conducted a Child Care 
Workgroup to address issues within the current regulations. The IBC set the age at 2 ½. 
Historically the SFM modified to 2 to align with the definition of infant in California.  The 
workgroup recommended the legal definition of toddlers from the Health & Safety Code 
Section 1596.55 and to include them in the regulations to remove the conflict in the 
categories. This proposal will also remove the conflict with the Social Service’s license of 
Child Care Centers. This will allow the building and fire code officials to classify the 
occupancy of I-4 or E based on Social Services licensing categories. This will be 
determined by the age of the children within the child care center. 
The intent of this code sections is not retro-active. Existing centers licensed under previous 
regulations will be inspected to the regulations that were in place at that time. When there 
is a change in the licensing then the new current regulations will be applied. 
 

 
SECTION 306 

FACTORY GROUP F 

 

Item 3-5 

Chapter 3, Section 306 Factory Group F, Factory Industrial F-1 Moderate-hazard 

occupancy 

 
The SFM proposes to repeal California amendments and replace with model code 
language. 

 
SECTION 308 

INSTITUTIONAL GROUP I 

Item 3-6 

Chapter 3, Section 308 Instituional Group I, Institional Group I-2.1 

 
The SFM proposes to modify the California amendment for Group I-2.1. The use of 
ambulatory health care facility is incorrect. Ambulatory health care facility would be 
classified as an occupancy Group B. 
 
 

Item 3-7 

Chapter 3, Section 308 Institutional Group I, Institutional Group I-4, day care 

facilities 

 
The SFM proposes to amend the definition for Group 1-4. SFM is proposing to delete 
subsections of Group I-4 for classification as a Group E and any Special Provisions. 
 
The SFM proposes to amend the definition for Group 1-4. SFM is proposing to delete 
subsections of Group I-4 for classification as a Group E and any Special Provisions. 
Clarification.  Current regulation as it is printed in Title 22. The Department of Social 
Services has for approximately 10 years been transitioning from the term Day Care to 
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Child Care. The profession of child care has evolved into a more inclusive type of care that 
can include early learning and child development. The caring aspect of the facilities are 
more emphasized. The work group is including the definition to be more consistent 
between regulations.  
 
The proposal to delete and remove the model code language and the California 
amendments in this section are conflicting with other section (305.2) in the code and 
California statue. There has been confusion between the Group E day cares and the 
Group I-4 day cares. Currently this exception for Group I-4 daycares conflicts with the 
definition of Group E as found in section 305.2. The workgroup found the regulations 
proposals in sections 305.2 and 308.5, 452 will provide clear guidance by separating the 
child care centers, based on the children age group. This is based on the infants and 
toddler’s inability to self-evacuate. This proposal assures the current level of protection for 
infant and toddler care by clearly defining these occupancies as Group I-4.   
 

SECTION 310 
RESIDENTIAL GROUP R 

 

Item 3-8 

Chapter 3, Section 310 Residential Group R, Residential Group R-2 

 
The SFM proposes to amend the definition for Group R-2. 
 
The SFM proposes to amend the definition for Group R-2. This change is to meet SB 234.  
Small and Large Family Day Cares can operate in R-2 occupancies when they comply with 
the regulations.  This change is to add the day cares to the list of occupancies under R-2 
and comply with the statute, Health & Safety Code section 1597.46. 
 

 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
 

CHAPTER 4 
SPECIAL DETAILED REQUIREMENTS BASED ON OCCUPANCY AND USE 

 

Item 4-1 

Chapter 4, Special Detailed Requirements Based On Occupancy And Use 
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The SFM proposes to adopt Chapter 4 and carry forward existing amendments. 
 

SECTION 403 
HIGH-RISE BUILDINGS 

 

Item 4-2 

Chapter 4, Special Detaied Requirements Based on Use and Occupancy,Section 

403.4.8.1 Equipment room 

 
In accordance with California Building Code Section 308.3, conditions for Group I-2 are not 
used in California. 
 
Related Sections in Part 2, California Building Code 308.3, 707, 711 
 
In accordance with CBC Section 308.3, conditions for Group I-2 are not used in the CBC.  
 
In the exception to Section 403.4.8.1, the SFM proposed amendment deletes a reference 
to Condition 2 for a Group I-2 occupancy. The SFM proposed amendment does not 
establish a new requirement. 
 
By deleting from the text of the CBC the reference to Condition 2, this SFM amendment 
corrects the CBC by eliminating a reference to Condition 2 that is not used in the CBC. 
Conditions pertaining to Group I-2 occupancies are not published in the CBC. 
 
Irrelevant references to inapplicable criteria are a source of confusion for designers, 
owners and code officials. Deleting such references simplifies the interpretation and 
understanding of provisions of the code. 
 
 

SECTION 407  
GROUP I-2 AND GROUP I-2.1 

Item 4-3 

Chapter 4, Special Detaied Requirements Based on Use and Occupancy,Section 

407.2 Corridors continuity and separtation 

 
SFM proposes and editorial correction to a section pointer. 
 
Related Sections in Part 2, California Building Code 407.2.6, 407.2.7, 407.3, 708 
 
IBC provisions in Section 407.2 permit the location of nursing home cooking facilities 
Group I-2 corridors. The Group I-2 corridor requirements in the CBC are more restrictive. 
In accordance with the provisions of Section 3.11(b), Title 19 of the California Code of 
Regulations, the CBC does not permit the location of cooking facilities in fire-resistance 
rated corridors. 
 
The IBC requires Group I-2 corridors constructed in accordance with the requirements for 
a smoke partition. CBC Section 407.3 requires Group I-2 corridors constructed as fire-
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resistance rated fire partitions in accordance with CBC Section 708. The CBC 
requirements for corridor construction is therefore, more restrictive than the requirements 
identified in the IBC. 
 
CBC Section 407.2 allows the location in a corridor of spaces conforming to Sections 
407.2.1 through 407.2.6. CBC Section 407.2.6 contains requirements for the location and 
installation of cooking facilities in Group I-2 nursing home corridors. Title 19, CCR, Section 
3.11(b) requires that no person shall install, place or permit the installation or placement of 
any combustible material or equipment in or exposed to any exit. The proposed SFM 
amendment deletes the reference to Section 407.2.6 in CBC Section 407.2 that allows the 
installation of nursing home cooking facilities in fire-resistance rated corridors constructed 
in accordance with the requirements of CBC Section 708.   
 
Conflicts between applicable provisions of regulations is a source of confusion and 
frustration for owners, designers, contractors and code officials. Eliminating such conflicts 
assists owners, designers, contractors and code officials with understanding, interpreting 
and complying with the code. 
 
 

Item 4-4 

Chapter 4, Special Detaied Requirements Based on Use and Occupancy,Section 

407.2.6 Nursing home cooking facilities 

 
Existing amendments to the California Building Code Section 407.2.6 prohibit the 
installation of cooking appliances exposed to a Group I-2 corridor. 
 
Related Sections in Part 2, California Building Code407.2, 407.2.7, 407.3, 422.7, 708 
 
Existing amendments to the CBC Section 407.2.6 prohibit the installation of cooking 
appliances exposed to a Group I-2 corridor. 
 
SFM proposed amendment deletes an unnecessary model code criterion regarding the 
installation of cooking appliances exposed to a Group I-2 corridor. This SFM proposed 
amendment does not establish a new requirement. 
 
Requiring a space dedicated to cooking appliances to be delineated by a floor pattern, 
material or color is not necessary. The text of item 4 deleted by the SFM proposed 
amendment could otherwise lead to an inference that a space containing cooking 
appliances could be open to a Group I-2 corridor. This is not the case. Existing provisions 
of the CBC require areas and spaces containing a cooking facility be separated from a 
Group I-2 corridor by a fire partition. The IBC does not require a Group I-2 corridor be 
constructed as a fire partition therefore provisions accommodating cooking appliances 
open to the corridor are not applicable. 
 
Inapplicable provisions are a source of confusion for designers, owners and code officials. 
Deleting such provisions simplifies the interpretation and understanding of provisions of 
the code. 
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Deletion of item number 4 requires renumbering of items 5 and 6. Items 1, 2 and 3 remain 
unchanged.  
 
 

Item 4-5 

Chapter 4, Special Detaied Requirements Based on Use and Occupancy,Section 

407.2.7 Domestic cooking appliances 

 
The SFM proposed amendment is necessary to accommodate new requirements 
published in the 2021 edition of the International Building Code and reformatting of existing 
provisions previously published in the 2019 edition of the California Building Code (CBC). 
The adoption of Section 407.2.7 items 1, 2 and 6 assures that provisions previously 
adopted in the 2019 edition CBC remain in effect. 
 
Related Sections in Part 2, California Building Code407.2, 407.2.6, 407.3, 422.7, 708 
 
The 2021 edition of the IBC relocated a number of criteria from the 2019 CBC Section 
407.2.6 to a new Section 407.2.7 and added new requirements regulating cooking 
appliances that are located in Group I-2 occupancies. This SFM proposed amendment 
does not establish a new requirement. 
 
In Section 407.2.7 item 2, the SFM proposed amendment replaces the reference to the 
International Mechanical Code Section 505 with a reference to the California Mechanical 
Code. The California Mechanical Code is the mechanical code adopted by the California 
Building Standards Commission. There is no corresponding Section 505 in the California 
Mechanical Code. 
 
The SFM proposed amendment to Section 407.2.7 Exception 1 requires compliance with 
Section 407.2.7 items 1, 2 and 6. Items 1, 2 and 6 identify the types of cooking appliances 
that are of concern, references the California Mechanical Code for hood requirements and 
requires a fire extinguisher within 30 feet of the cooking appliances. These provisions were 
previously located in the 2019 CBC Section 407.2.6, Items 4, 6 and 10.  
 
The SFM proposed amendment is necessary in order to accommodate new requirements 
published in the 2021 edition of the IBC and reformatting of existing provisions previously 
published in the 2019 edition of the CBC. The adoption of Section 407.2.7 items 1, 2 and 6 
assures that provisions in compliance the the 2019 CBC remain in effect. 
 
The SFM amendments provide information to designers, owners and code officials by 
providing references and direction as to the implementation of new provisions published in 
the 2021 IBC. 
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Item 4-6 

Chapter 4, Special Detaied Requirements Based on Use and Occupancy,Section 

407.3.1.1 Door construction 

 
The SFM proposed amendment modifies the grammar in the new Section 407.3.1.1 
charging statement to clearly indicate the intent is to regulate doors where they are not 
required to have a fire protection rating. 
 
Related Sections in Part 2, California Building Code 407.3.1 
 
In a new Section 403.1.1, the 2021 edition of the IBC includes new requirements 
regulating doors installed in Group I-2 corridors not required to have a fire protection 
rating.   
 
The SFM proposed amendment modifies the grammar in the new Section 407.3.1.1 
charging statement to clearly indicate the intent in the 2022 CBC is to regulate doors 
where they are not required to have a fire protection rating. CBC Section 407.3 requires 
Group I-2 corridors be constructed as fire-resistance rated fire partitions. The IBC does not 
require fire-resistance rated corridor construction. The SFM amendment further affirms the 
intent of this new provision of the IBC is to regulate doors not required to have a fire 
protection rating. The intent of the charging language is consistent with provisions of the 
CBC Section 407.3.1 permitting corridor doors to be provided without a fire-protection 
rating. The purpose of the SFM amendment is to avoid confusion for owners, designers, 
contractors and code officials regarding the intent of the new requirement published in the 
2021 IBC. This portion of the SFM proposed amendment does not establish a new 
requirement. 
 
The SFM proposed amendment deletes 2021 IBC Section 407.3.1.1 item 3. This item is a 
new requirement published in the 2021 IBC. The provisions of item 3 are in conflict with 
existing California Mechanical Code Group I-2 provisions found in California Mechanical 
Code Sections 407, 414, 415 and 416. These sections contain specific requirements 
related to the required height above the floor of corridor ventilation openings and the 
location of corridor ventilation openings. Comprehensive requirements pertaining to air 
balance and ventilation of Group I-2 occupancies are contained in the CMC. 
 
To avoid confusion for owners, designers, contractors and code officials, the SFM 
amendment proposes that IBC Section 407.3.1.1 item 3 be deleted. It is the intent of the 
SFM proposed amendment that the CMC remain the sole source of these requirements. 
This portion of the SFM proposed amendment does not establish a new requirement. 
 
 
 

Item 4-7 

Chapter 4, Special Detaied Requirements Based on Use and Occupancy,Section 

407.3.1.2 Swing of corridor doors 

 
A new provision in the 2021 IBC requires renumbering of an existing SFM amendment. 
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Related Sections in Part 2, California Building Code 407.3.1 
 
A new provision in the 2021 IBC requires renumbering of an existing SFM amendment. 
This amendment is editorial only. This SFM proposed amendment does not establish a 
new requirement. It renumbers an existing section of the CBC. 
 
 

Item 4-8 

Chapter 4, Special Detaied Requirements Based on Use and Occupancy,Section 

407.4.4.5 Care suites containing sleeping room areas 

 
SFM proposed amendment to item 2 deletes a reference to CBC section 903.2.6.and 
requires fire sprinkler protection in addition to a smoke detection system when direct and 
constant visual supervision is not provided for a care suite. 
 
Related Sections in Part 2, California Building Code 407.4.4, 903.2.6 
 
SFM proposed amendment to item 2 deletes a reference to CBC section 903.2.6.and 
requires fire sprinkler protection in addition to a smoke detection system when direct and 
constant visual supervision is not provided for a care suite. 
 
The use of smoke detectors as an alternative to providing direct and constant visual 
supervision was introduced in the 2018 edition of the IBC. Prior to the 2018 IBC, direct and 
constant visual supervision was required for care suites containing sleeping rooms. The 
IBC provisions regulate new construction and therefore contemplate that suites 
constructed in accordance with the 2018 edition of the IBC and all subsequent editions of 
the IBC will, in accordance with other provisions of the IBC, be protected by fire sprinkler 
systems. When fire sprinkler protection is not provided, as would be the case with Group I-
2 buildings of Type I-A construction in existence March 4,1972, it is not the intent to 
substitute only a smoke detection system for direct and constant visual supervision. It is 
the intent of the IBC to provide both sprinkler protection and a smoke detection system 
before constant visual supervision is omitted. This concern is applicable only to existing 
Group I-2 facilities originally constructed in accordance with the provisions requiring direct 
and constant visual supervision when such facilities are remodeled. The SFM amendment 
affirms that modifications to care suites containing sleeping rooms in existing facilities 
should continue to provide direct and constant visual supervision when fire sprinkler 
protection is not provided. This SFM proposed amendment does not establish a new 
requirement. 
 
Suite arrangements that accommodate provisions for constant visual supervision are 
extremely impactful on design. In order to avoid costly errors, it is important that owners, 
designers, contractors and code officials are aware of this requirement. 
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Item 4-9 

Chapter 4, Special Detaied Requirements Based on Use and Occupancy,Section 

407.5 Smoke Barriers 

 
The SFM proposed amendment is editorial only. It corrects a code section reference error. 
 
Related Sections in Part 2, California Building Code 407.5, 709, 1026.2 
 
SFM Proposed amendment corrects a reference to the CBC section requirements for the 
fire-resistance rated construction of horizontal exit separations. These requirements have 
been relocated from CBC Section 1025.2 to CBC Section 1026.2. The SFM proposed 
amendment is editorial only. It corrects a code section reference error. 
 
This SFM proposed amendment does not establish a new requirement. The SFM 
proposed amendment directs owners, designers, contractors and code officials to the 
correct section in the CBC. 
 

SECTION 408 
GROUP I-3 

Item 4-10 

Chapter 4, Special Detaied Requirements Based on Use and Occupancy,Section 

408.8.4 Smoke-tight doors 

 
This is editorial. During review of 2018 IBC and 2021 IBC revisions, noticed inappropriate 
use of “closures”. Explanation: a closer is a device that provides closure of something that 
closes or shuts. Put another way, the closer closes the closure. 
 
 
 

SECTION 422 
AMBULATORY CARE FACIILITIES 

 

Item 4-11 

Chapter 4, Special Detaied Requirements Based on Use and Occupancy,Section 

422.6 Electrical systems 

 
California Electrical Code Article 517 contains numerous and comprehensive State of 
California amendments that are applicable to ambulatory care facilities. 
 
Related Sections in Part 2, California Building Code 407.11 
 
CEC Article 517 contains numerous and comprehensive State of California amendments 
that are applicable to ambulatory care facilities. 
 
In CBC Section 422.6, the SFM proposed amendment deletes a reference to NFPA 99 and 
replaces it with a reference to Article 517 of the California Electrical Code. CEC Article 517 
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is continually updated and is more extensive than NFPA 99 essential electrical system 
requirements. 
 
The SFM proposed amendment directs owners, designers, contractors and code officials 
to consult the applicable provisions of CEC Article 517 for ambulatory care facilities. 
 
Corrections made to the Section 422.6 will assist owners, designers, contractors and code 
officials with understanding and interpreting the requirements of CEC Section 517 not 
previously referenced in Section 422.6. 
 
When a bracketed [F] precedes the code section, it is an indication that the text for a 
particular code section originates with the Fire Code Committee and is published in the 
International Fire Code. Because there is no provision in the International Fire Code 
regulating the design and construction of electrical systems in ambulatory care facilities, it 
is proposed that the [F] be deleted. 
 
This SFM proposed amendment does not establish a new requirement. 
 

Item 4-12 

Chapter 4, Special Detaied Requirements Based on Use and Occupancy,Section 

422.7 Domestic cooking 

 
In Section 422.7 item 2, the SFM proposed amendment replaces the reference to the 
International Mechanical Code Section 505 with a reference to the California Mechanical 
Code. The California Mechanical Code is the mechanical code adopted by the California 
Building Standards Commission. There is no corresponding Section 505 in the California 
Mechanical Code. 
 
Related Sections in Part 2, California Building Code 407.2.6, 407.2.7 
 
IBC Section 422.7 is a new provision published in the 2021 IBC. 
 
In Section 422.7 item 2, the SFM proposed amendment replaces the reference to the 
International Mechanical Code Section 505 with a reference to the California Mechanical 
Code. The California Mechanical Code is the mechanical code adopted by the California 
Building Standards Commission. There is no corresponding Section 505 in the California 
Mechanical Code. 

 
The SFM proposed amendment to Section 422.7 Item 2 references the mechanical code 
for hood requirements. The SFM proposed amendment is necessary in order to 
accommodate new requirements published in the 2021 edition of the IBC. 
 
The SFM proposed amendment provides information to designers, owners and code 
officials by providing the correct reference to the CMC. This is a new IBC requirement with 
a proposed SFM amendment. 
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SECTION 436 
GROUP I-4 [SFM] 

Item 4-13 

Chapter 4, Special Detaied Requirements Based on Use and Occupancy,Section 

436.1 Group I-4 special provisions 

 
The SFM proposes to amend Section 436.1. 
 
Exception #2 is being proposed for deletion because…the workgroup is separating out the 
E’s from the I-4’s. this provision is for E’s and no longer is appropriate. It is no longer 
applicable. The E provisions already exist in 452 and defined in 305.In exception #3, 
because the new construe types are deemed to be equal to type I and Type II (tall wood). 
 
In exception #3, The correct term for smoke detection is automatic smoke detection.  This 
is an editorial change to correlate the language.  The propose does not have regulatory 
affect.  The change from child care center and adult day care was to be clear in the intent 
for both age group uses. 
 
In exception #3.5, Exception 3.4 already requires each compartment to have atmospheric 
separation, but it is not abundantly clear that it is required to be maintained for the path of 
egress. The addition of the smoke barrier and reference to 709 is to clarify the requirement 
which aligns with 452 Exception 3.5 for Group E day cares which already requires 
atmospheric separation but is intended to require an equal or lesser level of protection as 
an I-4. This also aligns with 1022.1 for maintaining the required level of protection and 
452.1.2 which also requires atmospheric separation for some Group E occupancies.  This 
is an editorial addition to provide clarity.   The This propose proposal propose does not 
have regulatory affect. 
 

Item 4-14 

Chapter 4, Special Detaied Requirements Based on Use and Occupancy, Section 

436.1.1 Egress 

 
The SFM proposes to amend Section 436.1.1. 
 
The Group E daycares required a direct exit by section 308.5.1 and this was less 
restrictive than the group I-4 daycares. This addition maintains the direct exiting 
requirement, but allows for a rated corridor with a minimum width of 60 inches.  This is 
consistent with section 435.8.4.2 for non- ambulatory clients and would allow for a crib to 
roll down the corridor for emergency evacuation. 
 

SECTION 452 
SCHOOL FACILITIES FOR KINDERGARTEN 

THROUGH 12TH GRADE AND GROUP E DAY CHILD CARE 
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Item 4-15 

Chapter 4, Special Detaied Requirements Based on Use and Occupancy, Section 

452 School Facilities for Kindergarten through 12th grade and Group E Child Care 

 
The SFM proposes to amend Section 452 Title. 
 
 

Item 4-16 

Chapter 4, Special Detaied Requirements Based on Use and Occupancy, Section 

452.1.4 Special Provisions 

 
The SFM proposes to amend Section 452.1.4. 
 
In exception #3, This also adds Type IV construction to correlate with 503 for the new 
types of construction, because the new construction types are deemed to be equal to type 
I and Type II (tall wood). 
In exception #3, The correct term for smoke detection is automatic smoke detection.  This 
is an editorial change to correlate the language.  The propose does not have regulatory 
affect.   
In exception #3.5, Exception 3.5 already requires each path of travel to have atmospheric 
separation. This is an editorial addition to provide clarity.  The This propose proposal does 
not have regulatory affect. 
 

SECTION 455 
LARGE FAMILY DAY-CARE HOMES [SFM] 

 

Item 4-17 
Chapter 4, Special Detaied Requirements Based on Use and Occupancy, Section 
455 Large Family Day-Care Homes 

 
The SFM proposes to amend Section 455 to comply with changes made to Health and 
Safety Code Law by Senate Bill 234, Chaptered with the Secretary of State on Sep. 5, 
2019. 
 

Senate Bill No. 234 
CHAPTER 244 

 
 

An act to amend Sections 1596.72, 1596.73, 1596.78, 1597.30, 1597.45, and 1597.54 of, 
to add Sections 1597.41, 1597.42, and 1597.455 to, to repeal Section 1597.47 of, and to 
repeal and add Sections 1597.40, 1597.46, and 1597.543 of, the Health and Safety Code, 
relating to family daycare homes. 
 

[ Approved by Governor, September 05, 2019. Filed with Secretary of 
State September 05, 2019. ] 
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LEGISLATIVE COUNSEL'S DIGEST 
 

SB 234, Skinner. Family daycare homes. 
 
1) Revises and recasts legislative findings and declarations regarding the shortage of 
regulated childcare, the importance of regulated childcare, and the need to promote the 
development and expansion of regulated childcare.  
 
2) Expends the purpose of the CDCFA to include promoting the development and 
expansion of regulated childcare.  
 
3) Modifies the definitions of a “large family daycare home” and “small family daycare 
home” to include that the care, protection and supervision of children takes place in a 
facility, as specified.  
 
4) Provides that a small family daycare home or large family daycare home includes a 
detached single-family dwelling, a townhouse, a dwelling unit within a dwelling, or a 
dwelling unit within a covered multifamily dwelling in which the underlying zoning allows for 
residential uses. Further provides that a small or large family daycare home is where the 
daycare provider resides, and includes a dwelling or a dwelling unit that is rented, leased, 
or owned.  
 
5) Revises and recasts provisions of law regarding licensed large and small family daycare 
homes in order to:  

 
a) Require local governments to treat licensed large family daycare homes as a 
residential use of property for the purposes of all local ordinances, giving large 
family daycare homes the same status as small family daycare homes with regard 
to local ordinances.  
 
b) Update housing protections for licensed family daycare providers to ensure they 
will not be prohibited from living in a home solely based on the fact that they are 
operating a family daycare home.  
 
c) Clarify that licensed family daycare homes are permitted to operate in apartments 
and other types of multifamily units.  
 
d) Clarify that family daycare providers may be subject to remedies and procedures 
available to them under the Fair Employment and Housing Act (FEHA) based on 
potential violation of the CDCFA.  
 
e) Require State Fire Marshal to update the building and fire standards relating to 
life and fire safety for large and small family daycare homes, as provided.  
 
f) Provide that the use of a home as a small or large family daycare home shall be 
considered a residential use of property and a use by right for the purposes of all 
local ordinances, including, but not limited to, zoning ordinances.  
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6) Requires CDSS to, during the license application process for a small or large family 
daycare home, notify the applicant that defined remedies and procedures relating to fair 
housing are available to family daycare home providers, family daycare home provider 
applicants, and individuals who claim that any specified protections have been denied.  
 
7) Provides that this bill does not alter the existing rights of landlords and tenants with 
respect to addressing and resolving issues related to noise, lease violations, nuisances, or 
conflicts between landlords and tenants.  
 
8) Makes technical and conforming changes.  
 
Comments According to the author, childcare provided in licensed family daycare homes is 
“vitally important for families and our communities, but childcare has increasingly become 
too expensive and difficult for parents to find.” The author further states that cities and 
counties have “put up too many barriers” that impeded the creation and expansion of 
family daycare homes. Additionally, according to the author, many family daycare 
providers have been “forced to shut down due to property owners unlawfully prohibiting 
family childcare.” “This legislation helps struggling families who are too often asked to 
sacrifice their child’s well-being and get the childcare they need to support their families. 
This legislation will especially help women, including family childcare providers and many 
of whom are women of color,” per the author.  
 
Family Daycare Homes  
 
Family daycare homes provide a more affordable close to home option for parents seeking 
childcare. Family daycare homes are licensed in two categories: large family daycare 
homes, which may care for up to 14 children and small family daycare homes, which may 
care for up to eight children. There are other differences between the two license 
categories such as staff-to-child ratio, staff training requirements, and conditions on the 
physical environment of the home. Licensed family daycare homes play an important role 
in the childcare market. Family daycare providers offer flexible hours for parents who have 
non-traditional work schedules in home environments that are frequently close to where 
families live. Compared to child care centers, family daycare homes are more likely to care 
for infants, are more affordable for families, and meet families’ linguistic and cultural 
needs. This bill proposes to make it easier for childcare providers to operate licensed large 
family daycare homes by shoring up housing protections and removing barriers that might 
keep existing small family daycare providers from expanding into a large provider or the 
opening of new large family daycare homes.  
 
Local Zoning Laws  
 
This bill requires local governments to treat licensed large family daycare homes as a 
residential use of property for the purposes of all local ordinances. This gives large family 
daycare homes the same status as small family daycare homes with regard to local 
ordinances. Many cities and counties have imposed zoning requirements for large family 
daycare homes. According to the sponsors, the cost of obtaining zoning permits in some 
cities and counties can range between $3,000 and $10,000, which can be cost prohibitive 
for a family childcare providers. To address this problem, this bill requires local 
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governments to treat large family based childcare operations just as they do small ones. 
Thus, all family-based childcare operations would be considered residential use, could not 
be considered a change of use for building or fire code purposes, and could not be made 
subject to a business license, tax, or fee.  
 
Housing Protections  
 
This bill updates housing protections for licensed family daycare providers which is 
intended to ensure such providers will not be prohibited from living in a home solely based 
on the fact that they are providing childcare. According to the sponsors, existing law gives 
some property owners the impression that, absent a written agreement with a licensed 
childcare provider, they can refuse to rent or sell a home to childcare providers. Per the 
sponsors, family daycare providers are routinely turned down from living in or purchasing 
all types of homes because they intend to provide home based childcare.  
 
This bill clarifies that childcare providers can have remedies and procedures available to 
them under the FEHA if their protections are violated under the CDCFA. The CDCFA, 
which includes all the land-use and housing protections specifically for family daycare 
homes, lacks language telling providers they can hold local governments and others 
accountable for violating the law. Consequently, many family daycare providers have 
nowhere to turn if their protections are violated, per the sponsors. To address this limited 
awareness, this bill requires CDSS to notify all family day care home license applicants of 
the remedies and procedures available to them under FEHA. This bill also clarifies that 
licensed family daycare homes are allowed to operate in apartments and other types of 
multifamily units. According to the sponsors, reference to the terms “single-family dwelling” 
and “single-family residence” in existing laws have caused some local governments and 
land owners to prohibit family daycare providers from operating in apartments and other 
types of residential multi-family dwellings. This is despite guidance from CDSS and the 
State Fire Marshal indicating that such prohibition is not allowed.  
 
FISCAL EFFECT: Appropriation: No Fiscal Com.: Yes Local: No  
 
According to the Assembly Appropriations Committee:  
 

1) CDSS indicates any costs will be minor and absorbable.  
 
2) The State Fire Marshal anticipates negligible costs.  

 
SUPPORT: (Verified 8/20/19)  
California Child Care Resource and Referral Network (co-source)  
Child Care Law Center (co-source)  
United Domestic Workers of America-AFSCME Local 3930/AFL-CIO (co-source) 
Alexander Child Care and Preschool  
Bananas, Inc.  
California Association for the Education of Young Children  
California Women’s Law Center  
Coco kids Community Action Partnership of San Luis Obispo County, Inc.  
Community Child Care Council of Sonoma County  
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Equal Rights Advocates  
Family Child Care Association of San Francisco  
First 5 Sonoma County  
GRACE Morning Song School  
National Council of Jewish Women  
California Parent Voices  
California Positive Discipline Community Resources Public Counsel San Diego County 
Family Child Care Association  
The Future Supporting Family Child Care Western Center on Law & Poverty, Inc.  
Wonder school Three Individuals  
 
OPPOSITION: (Verified 8/20/19) None received  
 
ASSEMBLY FLOOR: 77-0, 8/19/19 AYES: Aguiar-Curry, Arambula, Bauer-Kahan, 
Berman, Bigelow, Bloom, Boerner Horvath, Bonta, Brough, Burke, Calderon, Carrillo, 
Cervantes, Chau, Chen, Chiu, Choi, Chu, Cooley, Cooper, Cunningham, Daly, Diep, 
Eggman, Flora, Fong, Frazier, Friedman, Gabriel, Gallagher, Cristina Garcia, Eduardo 
Garcia, Gipson, Gloria, Gonzalez, Gray, Grayson, Holden, Irwin, Jones-Sawyer, Kalra, 
Kamlager-Dove, Kiley, Lackey, Levine, Limón, Low, Mathis, Mayes, Medina, Melendez, 
Mullin, Muratsuchi, Nazarian, Obernolte, O'Donnell, Patterson, Petrie-Norris, Quirk, Quirk-
Silva, Ramos, Reyes, Luz Rivas, Robert Rivas, Rodriguez, Blanca Rubio, Salas, Santiago, 
Smith, Mark Stone, Ting, Voepel, Waldron, Weber, Wicks, Wood, Rendon 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
 

CHAPTER 5 
GENERAL BUILDING HEIGHTS AND AREAS 

Item 5-1 

Chapter 5, General Building Heights And Areas 

 
[The SFM proposes to adopt Chapter 5 and carry forward existing amendments.] 
 

SECTION 504 
BUILDING HEIGHT AND NUMBER OF STORIES 
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Item 5-2 

Chapter 5, General Building Heights And Areas 

 
This SFM proposed amendment corrects an error that references an IFC section not 
adopted by the State of California. 
 
Related Sections in Part 2, California Building Code Table 504.4, Table 506.2, 903.2.6 

 
This SFM proposed amendment corrects an error that references an IFC section not 
adopted by the State of California. 
 
In Table 504.3 Footnote f, the SFM proposed amendment deletes a reference to CFC 
Section 1103.5. IFC Section 1103.5 is not adopted by SFM and is therefore not a provision 
of the California Fire Code. Automatic sprinkler systems for existing Group I-2 occupancies 
are regulated by CBC Section 903.2.6 and California Health and Safety Code Section 
13113(d). Compliance with the provisions of IFC Section 1103.5 would result in the 
enforcement of more restrictive sprinkler protection requirements for Group I-2 
occupancies, or any alterations thereto, located in Type IA construction in existence on 
March 4, 1972. This SFM proposed amendment does not establish a new requirement. 
 
The SFM proposed amendment eliminates a reference that misdirects owners, designers, 
contractors and code officials to an inapplicable sprinkler protection requirement for 
existing Group I-2 occupancies. Such misdirection has the potential to require the 
performance of nonrequired work. 

 
 

Item 5-3 

Chapter 5, General Building Heights And Areas 

 
This SFM proposed amendment corrects an error that references an International Fire 
Code section not adopted by the State of California. 
 
Related Sections in Part 2, California Building Code Table 504.3, Table 506.2, 903.2.6 
 
This SFM proposed amendment corrects an error that references an IFC section not 
adopted by the State of California.  
 
In Table 504.4 Footnote f, the SFM proposed amendment deletes a reference to CFC 
Section 1103.5. IFC Section 1103.5 is not adopted by SFM and is therefore not a provision 
of the California Fire Code. Automatic sprinkler systems for existing Group I-2 occupancies 
are regulated by CBC Section 903.2.6 and California Health and Safety Code Section 
13113(d). Compliance with the provisions of IFC Section 1103.5 would result in the 
enforcement of more restrictive sprinkler protection requirements for Group I-2 
occupancies, or any alterations thereto, located in Type IA construction in existence on 
March 4, 1972. This SFM proposed amendment does not establish a new requirement. 
 
The SFM proposed amendment eliminates a reference that misdirects owners, designers, 
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contractors and code officials to an inapplicable sprinkler protection requirement for 
existing Group I-2 occupancies. Such misdirection has the potential to require the 
performance of nonrequired work. 
 

 

Item 5-4 

Chapter 5, General Building Heights And Areas 

 
The SFM proposes to add footnote “p” to Table 504.4 for Group I-4 that sends the code 
user to the pertinent regulations for Group I-4 child care centers and adult day care.  
 
 

SECTION 506 
BUILDING AREA 

Item 5-5 

Chapter 5, General Building Heights And Areas 

 
This SFM proposed amendment corrects an error that references an IFC section not 
adopted by the State of California. 
 
Related Sections in Part 2, California Building Code Table 504.3, Table 504.4, 903.2.6 
 
This SFM proposed amendment corrects an error that references an IFC section not 
adopted by the State of California. 
 
In Table 506.2 Footnote f, the SFM proposed amendment deletes a reference to CFC 
Section 1103.5. IFC Section 1103.5 is not adopted by SFM and is therefore not a provision 
of the California Fire Code. Automatic sprinkler systems for existing Group I-2 occupancies 
are regulated by CBC Section 903.2.6 and California Health and Safety Code Section 
13113(d). Compliance with the provisions of IFC Section 1103.5 would result in the 
enforcement of more restrictive sprinkler protection requirements for Group I-2 
occupancies, or any alterations thereto, located in Type IA construction in existence on 
March 4, 1972. This SFM proposed amendment does not establish a new requirement. 
 
The SFM proposed amendment eliminates a reference that misdirects owners, designers, 
contractors and code officials to an unapplicable sprinkler protection requirement for 
existing Group I-2 occupancies. Such misdirection has the potential to require the 
performance of nonrequired work. 
 
 

SECTION 508 
MIXED USE AND OCCUPANCY 

 

Item 5-6 

Chapter 5, General Building Heights And Areas 
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The proposed SFM amendment revises CBC Section 508.2.4 Exception 3 to permit 
covered exterior entrances required elsewhere in the California Building Code to be 
considered as accessory occupancies to Group I-2 occupancies. 
 
Related Sections in Part 2, California Building Code 311.3, 406.5.2, Table 508.4, 
903.2.21(New), 11B-206.4.10, 1224.33.2.1 
 
CBC Section 508.2.4 permits the consideration of some uses as accessory occupancies. 
 
The proposed SFM amendment revises CBC Section 508.2.4 Exception 3 to permit 
covered exterior entrances required elsewhere in the California Building Code to be 
considered as accessory occupancies to Group I-2 occupancies. The SFM proposed 
amendment eliminates consideration of S-2 occupancies as accessory occupancies to 
Group I-2. CBC Section 311.3 Group S-2 includes twenty-nine categories enumerating the 
storage of manufactured and consumer goods. Parking garages, open or enclosed are the 
only Group S-2 category not focused on such storage. Nevertheless, the original intent of 
CBC Section 508.2.4 Exception 3 is to allow covered exterior entrances, commonly know 
as porte-cocheres, to be considered accessory occupancies. It was never the intent of 
CBC Section 508.2.4 Exception 3 to permit the Group S-2 storage categories identified in 
CBC Section 311.3 to be considered as accessory occupancies. Such unseparated 
storage for manufactured and consumer goods is limited or prohibited by NFPA 101, 
Section 6.1.14.1.3. Such unseparated storage creates a concern for Group I-2 facilities 
that must comply with the Centers for Medicare-Medicaid Services (CMS) requirements. 
 
Because the accessory covered entrances are required only for 24-hour care facilities, the 
exception cannot be included with provisions that also permit unseparated accessory 
occupancies for Group I-2.1. The provision that permits unseparated accessory covered 
entrances is therefore distinguished by separate language included in a new exception. 
 
The proposed SFM amendment limits permitted unseparated accessory covered 
entrances to those required by CBC Section 11B-206.4.10, for weather protection at 
entrances to medical care and long-term care facilities or Section 1224.33.2.1, emergency 
medical service exterior entrances. 
 
The proposed SFM amendment provides for a use required by existing CBC provisions. 
The proposed SFM amendment eliminates a conflict with provisions enforced by CMS. 
The SFM amendment provides direction to owners, designers, contractors and code 
officials on how to accommodate the construction of an unseparated covered vehicle 
entrance required by other provisions of the CBC. 
 
The proposed SFM amendment also reformats CBC Section 508.2.4 Exceptions 3 and 4. 
The IBC format includes two exceptions to CBC Section 508.2.4. The CBC includes two 
additional exceptions to Section 508.2.4. The existing CBC exceptions 3 and 4 include text 
that indicates the CBC exceptions actually do not apply in all cases. Within the format 
presented by the IBC, the CBC exceptions included in the text of exceptions 3 and 4 are 
more appropriately identified as exceptions to their corresponding exceptions.   
 
The SFM proposed amendment relocates exceptions that are actually exceptions to CBC 
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Section 508.2.4 Exceptions 3 and 4 to display them separately. Prominent display 
indicating that Group B, E, R-2 sleeping units and S-2 occupancies or covered exterior 
entrances may be permitted to be unseparated accessory occupancies assists owners, 
designers, contractors and code officials in locating and identifying these exceptions. 
 
 

Item 5-7 

Chapter 5, General Building Heights And Areas 

 
The SFM proposes to add a footnote to Table 508.4 for Group I-4. 
 
The Day care workgroup is moving the Group E day cares to the group I-4.  Currently 
there would be not separation between the different group E day cares.  Community Care 
Licensing clarified that there is a separation required by Title 22.  The workgroup felt in this 
situation a one-hour separation would provide the appropriate separation between the two 
for fire and life safety. 
 

Item 5-8 

Chapter 5, General Building Heights And Areas 

 
The proposed SFM amendment reduces the fire-resistive separation criteria for covered 
vehicle entrances required by other provisions of the California Building Code associated 
with Group I-2 occupancies from 2-hour to 1-hour fire-resistance-rated construction. 
 
Related Sections in Part 2, California Building Code 311.3, 406.5.2, 508.2.4, 
903.2.21(New), 11B-206.4.10, 1224.33.2.1 
 
The proposed SFM amendment reduces the fire-resistive separation criteria for covered 
vehicle entrances required by other provisions of the California Building Code associated 
with Group I-2 occupancies from 2-hour to 1-hour fire-resistance-rated construction. 
 
The proposed SFM amendment adds footnote i to I-2 in the occupancy column of CBC 
Table 508.4. The proposed new SFM amendment language associated with the new 
footnote permits required covered vehicle entrances to be separated from a Group I-2 
occupancy by 1-hour fire-resistive construction when they are configured as open parking 
garages and protected by fire sprinklers. Such uses most nearly resemble Group S-2 
occupancies and, as such, CBC Table 508.4 requires the occupancy separation between a 
Group I-2 and a Group S-2 to be not less than 2-hour fire-resistance rated construction. 
The requirement for a 2-hour fire-resistance separation is due, in part, to the lack of any 
requirement in model code for sprinkler protection of Group S-2 occupancies. 
 
When considered with an SFM proposed amendment to CBC Section 903.2.21 that 
requires covered vehicle entrances be provided with sprinkler protection, this amendment 
will permit required covered entrance covers in accordance with the provisions for 
openings for open parking garages to be separated from Group I-2 occupancies by 1-hour 
fire-resistance-rated construction. 
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As additions to or extensions of 24-hour care health facilities, covered exterior entrances 
are already required to be protected by fire sprinkler systems in accordance with California 
Health and Safety Code, Section 13113(a) and CBC Section 903.2.6. Where such covers 
also accommodate the means of egress for adjacent occupancies protected by automatic 
sprinklers, sprinkler protection is required at these covered entrances in accordance with 
Section 1004.4.  
 
The proposed SFM amendment limits application of footnote i to accessory covered 
entrances required by CBC Section 11B-206.4.10, for weather protection at entrances to 
medical care and long-term care facilities or Section 1224.33.2.1, emergency medical 
service exterior entrances. 
 
The footnote i makes reference to CBC Section 508.2.4 to distinguish that covered exterior 
entrances accessory to Group I-2 that are required by Section 11B-206.4.10 or Section 
1224.33.2.1 which exceed the limitation for an accessory use are required to be separated 
as distinct occupancies in accordance with Section 508.4. 
 
The SFM proposed amendment affirms a requirement requiring sprinkler protection of 
exterior covered entrances, commonly referred to as porte-cocheres, that is currently 
enforced. The SFM proposed amendment allows for a reduction in the fire-resistance 
separation requirement from 2-hour to 1-hour in acknowledgment that such required 
exterior covered entrances are protected by a sprinkler system. 
 
The SFM proposed amendment provides for a reduction from 2-hour to 1-hour for the fire-
resistance separation of required covered exterior entrances required elsewhere in the 
CBC. As such, on some occasions, this could decrease the cost of construction and assist 
in the configuration of designs. The SFM proposed amendment provides direction to 
owners, designers, contractors and code officials not previously available in the CBC. 
 
 

SECTION 509 
INCIDENTAL USES 

 

Item 5-9 

Chapter 5, General Building Heights And Areas 

 
The SFM proposed amendment corrects references to footnote “a” in IBC Table 509.1 and 
the 2019 CBC Table 509 midcycle amendments. In four locations, the table is corrected to 
add footnote “a” where it has been omitted. 
 
Related Sections in Part 2, California Building Code 508, 509, 707, 711, 714, 716, 717 
 

CBC Table 509.1 requires the separation and protection of incidental uses identified in the 
table. 
 
The SFM proposed amendment corrects references to footnote a in IBC Table 509.1 and 
the 2019 CBC Table 509 midcycle amendments. In four locations the table is corrected to 
add footnote a where it has been omitted. In one location, footnote a is deleted where it is 
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not applicable. For laboratories located in Group I-2 and I-2.1 not classified as Group H, 
the information in the Separation and/or Protection column is reformatted to conform with 
the Separation and/or Protection column format used for Group I-2 and I-2.1 occupancies 
located elsewhere in the Table 509.1. To correct an omission, in two locations, laundry 
rooms over 100 square feet and physical plant maintenance shops, the table is amended 
to include Group I-2.1 in addition to Group I-2. 
 
When a bracketed [F] precedes the title of a table, it is an indication that the table 
originates with the Fire Code Committee and is published in the International Fire Code. 
Because there is similar table in the International Fire Code regulating incidental uses, it is 
proposed that the [F] be deleted. 
 
The SFM proposed amendment is editorial only. The SFM proposed amendment provides 
for a consistent format for referencing footnote a which is applicable only to Group I-2 and 
I-2.1 occupancies and includes references to Group I-2.1 inadvertently omitted at two 
locations in Table 509.1. Accurate information and a consistent format presenting such 
information is essential to an understanding of the requirements contained in Table 509.1. 
Corrections made to the Table 509.1 will assist owners, designers, contractors and code 
officials with understanding and interpreting the requirements identified in Table 509.1. 
This SFM proposed amendment does not establish a new requirement. 
 

 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
 

CHAPTER 6 
TYPES OF CONSTRUCTION 

Item 6-1 
Chapter 6, Types Of Construction 

 
The SFM proposes to adopt Chapter 6 and carry forward existing amendments. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
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Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
 

CHAPTER 7 
FIRE AND SMOKE PROTECTION FEATURES 

Item 7-1 

Chapter 7, Fire And Smoke Protection Features 

 
The SFM proposes to adopt Chapter 7 and carry forward existing amendments. 
 

SECTION 708 
FIRE PARTITIONS 

 

Item 7-2 

Chapter 7, Fire And Smoke Protection Features 

 
SFM proposed amendment adds corridor walls in Group I-2 and I-2.1 as required by CBC 
Section 407.3 to item 3 of the list of locations where corridor wall assemblies are to be 
constructed in accordance with the requirements for fire partitions. 
 
Related Sections in Part 2, California Building Code 407.3 
 
CBC Section 708.1 contains a list of wall assemblies required to be constructed in 
accordance with the requirements for fire partitions. 
 
SFM proposed amendment adds corridor walls in Group I-2 and I-2.1 as required by CBC 
Section 407.3 to item 3 of the list of locations where corridor wall assemblies are to be 
constructed in accordance with the requirements for fire partitions. Because the IBC 
Section 407.3 does not include a requirement for Group I-2 and I-2.1 corridor walls to be 
constructed as fire partitions, the text from the IBC Section 708.1 does not include a 
reference to CBC Section 407.3. The SFM proposed amendment corrects an omission by 
adding a reference to CBC Section 407.3. CBC Section 407.3 requires corridor walls in 
Group I-2 and Group I-2.1 occupancies be constructed as fire partitions in accordance with 
CBC Section 708. 
 
The 2021 IBC added 3 items numbered 6, 7 and 8 to the list included in IBC Section 708.1 
therefore it is necessary for SFM item 6 to be renumbered as item 9. 
 
The SFM proposed amendment corrects an error of omission providing direction to 
owners, designers, contractors and code officials to a requirement for corridor walls 
constructed as fire partitions in Group I-2 and Group I-2.1 occupancies that is unique to the 
State of California. Overlooking such a requirement is extremely impactful to the design 
and construction of Group I-2 and I-2.1 facilities. This SFM proposed amendment does not 
establish a new requirement. 
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SECTION 709 

SMOKE BARRIERS 

Item 7-3 

Chapter 7, Fire And Smoke Protection Features 

 
SFM proposed to delete the exception for I-3 buildings. 
 
Per CBC 709.3, a 1-HR fire resistance is required of smoke barriers.  However, there is an 
exception that allows smoke barriers in an I-3 occupancy constructed with a minimum 0.10 
steel to be exempt from the 1-HR fire resistance requirement.  So, products such as Truss 
Built partitions constructed with 12 GA steel sheet currently meet this exception but does 
not comply with fire exposure and acceptance criteria (as specified by ASTM E119 or UL 
263) required by CBC 703.3 for fire resistance ratings.  In reviewing Truss Built’s Intertek 
test reports, this product doesn’t meet the E119 requirement for cold side temperature rise 
even though it maintains a 3-HR structural integrity for duration of fire test.  During the 3-
HR test the temperature rise exceeded the allowed rise within 15 minutes into the test.   
 

SECTION 716 
OPENING PROTECTIVES 

Item 7-4 
Chapter 7, Fire And Smoke Protection Features 

 
This is editorial. During review of 2018 IBC and 2021 IBC revisions, noticed inappropriate 
use of “closures”. Explanation: a closer is a device that provides closure of something that 
closes or shuts. Put another way, the closer closes the closure. 
 
 

SECTION 717 
DUCTS AND AIR TRANSFER OPENINGS 

 

Item 7-5 

Chapter 7, Fire And Smoke Protection Features 

 
SFM proposed amendment adds a reference to the California Mechanical Code Section 
603 for the enforcement of the CBC flexible duct provisions contained in Section 717.5.2 
Exceptions 3.1 and 3.2. SFM proposed amendment reformats text so as not to indent the 
paragraph and corrects section numbers referenced in the paragraph. 
 
Related Sections in Part 2, California Building Code 707, 708, 711, 714, 716, 717, 1020.1, 
1023.5, 1024 
 
The 2021 edition of the IBC includes new provisions referencing flexible duct requirements 
located in the International Mechanical Code. The California Mechanical Code is the 
mechanical code adopted by the California Building Standards Commission. 
 
The SFM proposed amendment deletes references to sections of the International 
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Mechanical Code located in the 2021 IBC Section 717.5.2 Exceptions 3.1 and 3.2. The 
SFM proposed amendment adds a reference to the California Mechanical Code Section 
603 for the enforcement of the CBC flexible duct provisions contained in Section 717.5.2 
Exceptions 3.1 and 3.2. The California Mechanical Code Section 603 includes 
requirements for the installation of nonmetal flexible air ducts listed and labeled in 
accordance with UL 181. This SFM proposed amendment does not establish a new 
requirement. 
 
The SFM proposed amendment corrects Section 717.5.2 Exceptions 3.1 and 3.2 by 
deleting references to the International Mechanical Code and providing a reference to the 
California Mechanical Code Section 603. The SFM proposed amendment eliminates 
incorrect information and provides owners, designers, contractors and code officials with 
direction to the correct source for additional information related to the installation of flexible 
ducts. 
 
SFM proposed amendment reformats text so as not to indent the paragraph and corrects 
section numbers referenced in the paragraph. Editorial only. This SFM proposed 
amendment does not establish a new requirement. 
 
SFM Proposed amendment corrects a reference to the CBC sections containing 
requirements for the protection of penetrations at interior exit stairways, ramps and exit 
passageways. These requirements have been relocated from CBC Sections 1022.4 and 
1023.6 to CBC Sections 1023.5 and 1024.6 respectively. The SFM proposed amendment 
is editorial only. It corrects a code section reference error. This SFM proposed amendment 
does not establish a new requirement. The SFM proposed amendment directs owners, 
designers, contractors and code officials to the correct sections for further information 
regarding the protection of penetrations at interior exit stairways, ramps and exit 
passageways. 
 
This provision is currently indented. To be consistent with similar provisions in Section 
717.5.2, this provision should not be indented. Realigning this provision consistent with the 
established format of Section 717.5.2 will assist owners, designers, contractors and code 
officials interpreting and applying the requirements of Section 717.5.2. 
 
 

Item 7-6 

Chapter 7, Fire And Smoke Protection Features 

 
The CBC Section 717.5.4.1 charging statement specifies that the provisions of 714.5.4.1 
are not applicable to Group I occupancies. 
 
Related Sections in Part 2, California Building Code 407.3.1, Table 716.1(2), 716.2.2.1 
 
The CBC Section 717.5.4.1 charging statement specifies that the provisions of 714.5.4.1 
are not applicable to Group I occupancies. 
 
SFM proposed amendment deletes language inadvertently added to CBC Section 
717.5.4.1. The language deleted by the SFM proposed amendment references CBC 
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Section 407.3.1. CBC Section 407.3.1 regulates corridor doors in Group I-2 and I-2.1 
occupancies. The inclusion of information regulating doors located in Group I occupancies 
in Section 717.5.4.1, a section that is not applicable to Group I occupancies, is therefore 
not appropriate. This SFM proposed amendment does not establish a new requirement. 
 
The SFM proposed amendment corrects a provision of CBC 717.5.4.1 by deleting 
language incorrectly included in the section. The inclusion of inapplicable language in CBC 
Section 717.5.4.1 is confusing for owners, designers, contractors and code officials. The 
SFM proposed amendment is editorial only.  
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 7A 

MATERIALS AND CONSTRUCTION METHODS  
FOR EXTERIOR WILDFIRE EXPOSURE 

Item 7A-1 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure 

 
The SFM proposes to adopt Chapter 7A and carry forward existing amendments with 
modifications as shown below. 
 

SECTION 701A 
SCOPE, PURPOSE AND APPLICATION 

 

Item 7A-2 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 701A.1 Scope 

 
The SFM proposes to add the acronym WUI for Wildland-Urban Interface. 
 
Reason: The addition of the acronym is consistent with terminology used to describe the 
fire are in a wildland-urban interface. The acronym “WUI” is more commonplace that the 
spelled out meaning of the acronym. The proposal is to stay current with terminology. 
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Item 7A-3 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 701A.3 Application 

 
The SFM proposes to restate the application as it applies to accessory buildings and 
structures. 
 

There are no changes to regulatory provisions; rather, only non-regulatory 
changes are made, to clarify standing regulations. 

1. The hanging sentence (previously located after the list of exceptions) 
was moved up to the charging paragraph and revised to clarify what 
buildings are “applicable”. It is critical that this term, while defined in 
Section 702A, be clearly stated in the “Application” section.  The 
sentence already states that they are “all new buildings with 
residential, commercial, educational, institutional, or similar occupancy 
type use”. 
     
Since “applicable building” is only used in Section 701A and 710A, 
placing its definition within 702A can confidently be done without 
interfering with the meaning of the rest of the chapter. 
 

2. Since Exception #1 of 701A.3 is actually not necessary because the 
code user still needs to go to Section 710A to see if the enforcing 
agency requires it, Exception #1 can be removed. 
 

3. Exceptions 2 (now #1) and 3 (now #2) are rewritten in language that is 
similar for consistency. 
   

4. Exceptions 2 (now #1) refers to Group U accessory buildings and the 
rewording is just simpler language. 
 

5. Exception 3 (now #2) refers to Group U agricultural buildings and the 
reference to the appendix adds nothing (as the appendix is not 
enforceable; see also below). 
 

6. Existing Exception 4 (now #5) is revised with the applicable date and 
retained, and moved to the end as Exception 5. 
 

7. Existing Exception 5 is retained and becomes Exception 3. 
 

8. New Exception 4 is consistent with Section 710A.2 and relocates 
section 701A.3.2 to where it belongs, as an exception to 701A.3. This 
clarifies that accessory structures do not have to comply with any 
other section in Chapter 7A than section 710A. 
 

9. A new clause is added to the end of the charging paragraph to clarify 
that accessory buildings and structures are within the scope of 
Chapter 7A but to direct the user exclusively to Section 710A. 
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Item 7A-4 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 701A.3.2 Application to accessory buildings and miscellaneous structures 

 
The SFM proposes to delete the Section 701A.3.2 as it was added to the main Application 
Section 701A.3 as shown above. 
 
 
 

SECTION 702A 
DEFINITIONS 

 
For the purposes of this chapter, certain terms are defined below: 
 

Item 7A-5 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 702A Definitions 

 
The SFM proposes to define an applicable building as it pertains to the 7A regulations. 
 
Reason: The definition was added for comprehensibility for what an applicable building in 
regards to the regulations of Chapter 7A. It is critical that this term, while defined in Section 
702A, be clearly stated in the “Application” section.  The sentence already states that they 
are “all new buildings with residential, commercial, educational, institutional, or similar 
occupancy type use”. 

     
Since “applicable building” is only used in Section 701A and 710A, placing its definition 
within 702A can confidently be done without interfering with the meaning of the rest of the 
chapter. 
 
 

Item 7A-6 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 702A Definitions 

 
The SFM proposes to update the title of the director for the California Department of 
Forestry and Fire Protection which is currently known as CAL FIRE. 
 
Reason: Editorial. Over the years the State Agency has updated the identity from CDF to 
Cal Fire. The change is correcting an outdated term.  
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Item 7A-7 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 702A Definitions 

 
The SFM proposes to add a definition of an exterior wall assembly. 
 
Reason: The definitions of exterior wall covering and exterior wall assembly are being 
added because they are needed to distinguish between different exterior wall products in 
section 707. 
 

Item 7A-8 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 702A Definitions 

 
The SFM proposes to add a definition of an exterior wall covering. 
 
Reason: The definitions of exterior wall covering and exterior wall assembly are being 
added because they are needed to distinguish between different exterior wall products in 
section 707. 
 

Item 7A-9 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 702A Definitions 

 
The SFM proposes to modify the definition of a fire protection plan, which will correlate to 
changes proposed in the California Fire Code Chapter 49. 
 
Reason: The proposal of a standard fire protection plan section 4903 warranted an 
updated definition. The second part of the definition is not needed any longer, as the new 
proposed Section 4903 will cover the requirements and regulations. The group expressed 
that having the regulation requirements in the definition was not appropriate.   
 
 

Item 7A-10 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 702A Definitions 

 
The SFM proposes to make an editorial correction. 
 

Item 7A-11 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 702A Definitions 

 
The SFM proposes to add the definition of a Fire-Resistant Vegetation, which will correlate 
to changes proposed in the California Fire Code Chapter 49. 
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Reason: The term fire resistant vegetation which is referenced in Chapter 49 was not 
previously defined.  Chapter 49 has been significantly revised, the definition will add 
clarification to the term used throughout the revision.   
 
Realizing that vegetation can never be completely fire resistant, the definition was 
composed to describe the beneficial characteristics that determine when vegetation is less 
likely to be a significant contributing factor in a wildfire. And while all burning vegetation will 
contribute some heat to a fire, the amount of heat is variable. For instance, dry grasses 
and other light fuels will initially contribute heat and proceed to burn out quickly compared 
to thick branches of a tree which take more energy to ignite, but will contribute significantly 
more heat once ignited than a light fuel.  
 
The definition also pays homage to the requirements in Public Resources Code, Division 
4, Part 2, Chapter 3, Section 4291 which stipulates the Department of Forestry and Fire 
Protection to provide guidance on fuel management ensuring “regionally appropriate 
vegetation suggestions that preserve and restore native species that are fire resistant 
and/or drought tolerant”. It is essential that in the widely variable climatic regions within 
California, that home owners have options to select regionally appropriate fire-resistant 
vegetation.  And to ensure when not native to the region they do not create a higher risk of 
vegetative flammability than native vegetation. It is also not the intent to imply that native 
vegetation must be removed, but to allow a comparison of relative flammability between 
proposed non-native, new vegetation and existing native vegetation. 
 
Cost Impact: The code change proposal will not increase or decrease the cost of 
construction. This adds clarification to a term referenced in the code. 
 
 

Item 7A-12 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 702A Definitions 

 
The SFM proposes to modify the definition of Ignition-resistant material and send the code 
user to the appropriate standard. 
 
Reason: The definition of ignition resistant material is being revised because SFM 
Standard 12-7A-5 has been rendered obsolete and is being deleted. In section 703 the 
standard will no longer appear, but ignition resistant materials will be accepted based on 
testing to an extended ASTM E84 test (to 30 minutes) or to ASTM E2768. That was the 
original intent of the SFM.  
 
 

Item 7A-13 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 702A Definitions 

 
The SFM proposes to make editorial corrections and add an acronym. 
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Reason: Editorial update, no regulation change. Provides consistency with the language in 
the regulations. 
 

Item 7A-14 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 702A Definitions 

 
The SFM proposes to make editorial corrections and add an acronym. 
 
Reason: Editorial addition of the acronym to be consistent with terminology used in the 
regulations. 
 

Item 7A-15 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 702A Definitions 

 
The SFM proposes to make editorial corrections. 
 
 

Item 7A-16 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 702A Definitions 

 
The SFM proposes to make editorial corrections. 
 
 

Item 7A-17 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 702A Definitions 

 
The SFM proposes to add an acronym. 
 
Reason: The addition of the acronym is consistent with terminology used to describe the 
fire are in a wildland-urban interface. The acronym “WUI” is more commonplace that the 
spelled out meaning of the acronym. The proposal is to stay current with terminology. 
 

 
SECTION 703A 

STANDARDS OF QUALITY 
 

Item 7A-18 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 703A Standards of Quality 

 
The SFM proposes to delete a SFM standard and add updated equivalent standards. 
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Reason: This proposal does not change any requirement and does not delete or replace 
four of the five CA SFM standards that have been replaced by ASTM standards because 
of the concern about materials and products approved via testing to them. CA SFM 12-7-
A2 does not have an ASTM replacement and is proposed to be retained. CA SFM 
Standard 12-7A-5, Ignition-resistant Material is being replaced because it is no longer 
correct. It refers to a generic building material surface burning flame spread test standard 
consisting of an extended 30 minute ASTM E84 or UL 723 test method as is used for fire-
retardant treated wood. It is equivalent to ASTM E2768, which is the 30-minute version of 
ASTM E84 with the correct pass/fail criteria, consistent with the building code. 

 

A reference to ASTM E119 and UL 263 is being proposed to be added into 707, 
everywhere there is a requirement to test for a fire resistance rating, and they are being 
added here. If no information exists on the test for fire resistance rating, ASTM E84 or UL 
263 (which are the same test) is the logical test to use, just like elsewhere in the California 
Code. 

 

The following SFM standards with ASTM equivalents are being retained: 

 

1. SFM Standard 12-7A-1, Exterior Wall Siding and Sheathing. A fire resistance test 
standard consisting of a 150-kW intensity direct flame exposure for a 10-minute 
duration. It is equivalent to ASTM E2707. 
 

2. SFM Standard 12-7A-3, Horizontal Projection Underside A fire resistance test 
standard consisting of a 300-kW intensity direct flame exposure for a 10-minute 
duration. It is equivalent to ASTM E2957. 
 

3. SFM Standard 12-7A-4, Decking. A two-part test consisting of a heat release rate 
(Part A) deck assembly combustion test with an under-deck exposure of 80 kW 
intensity direct flame for a 3-minute duration, and a (Part B) sustained deck assembly 
combustion test consisting of a deck upper surface burning ember exposure with a 
12-mph wind for 40 minutes using a 2.2lb (1kg) burning “Class A” size 12" x 12" x 
2.25" (300 mm x 300 mm x 57 mm) roof test brand. It is equivalent to the combination 
of ASTM E2632 and ASTM E2726. Wherever it is required the code also requires 
both the ASTM tests to be conducted. 
 

4. SFM Standard 12-7A-4A, Decking Alternate Method A. A heat release rate deck 
assembly combustion test with an under-deck exposure of 80 kW intensity direct 
flame for a 3-minute duration. It is equivalent to ASTM E2632. 

 
 

SECTION 704A 
IGNITION-RESISTANT CONSTRUCTION 
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Item 7A-19 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 704A Ignition-Resistant Construction 

 
The SFM proposes to provide the code user to correct Section pointers. 
 
 

Item 7A-20 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 704A Ignition-Resistant Construction 

 
The SFM proposes to make editorial changes, add testing standards. 
 
 

Item 7A-21 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 704A Ignition-Resistant Construction 

 
The SFM proposes to add testing standard for wood structural panels. 

Reason: This eliminates confusion in 704A.2 by not going to the CA standard which is not 
necessary when the details are in this section. Moreover, this is consistent with what the 
IBC did for the 2021 IBC but will not be brought in directly as it is in 7A and not in chapter 
23 of the CBC. The new proposed 704.A.3.1 is consistent with the change in section 
2303.2 of the 2021 IBC, which will read as follows, on approval of S166 AM and of S167 
AM PC2: 

2021 IBC Section 2303.2 Fire-retardant-treated wood. Fire-retardant-treated wood 
is any wood product that, when impregnated with chemicals by a pressure process 
or other means during manufacture, shall have, when tested in accordance with 
ASTM E84 or UL 723, a listed flame spread index of 25 or less. Additionally, the 
ASTM E84 or UL 723 test shall be continued for an additional 20-minute period and 
the flame front shall not progress more than 10 / feet (3200 mm) beyond the 
centerline of the burners at any time during the test. 

2021 IBC Section 2303.2.1 Pressure process. For wood products impregnated with 
chemicals by a pressure process, the process shall be performed in closed vessels 
under pressures not less than 50 pounds per square inch gauge (psig) (345 kPa). 

2021 IBC Section 2303.2.2 Other means during manufacture. For wood products 
impregnated with chemicals by other means during manufacture, the treatment shall 
be an integral part of the manufacturing process of the wood product. The treatment 
shall provide permanent protection to all surfaces 

of the wood product. The use of paints, coating, stains or other surface treatments 
is not an approved method of protection as required in this section. 

2021 IBC Section 2303.2.3 Fire Testing of Wood Structural Panels. Wood structural 
panels shall be tested with a ripped or cut longitudinal gap of 1/8" (3.2 mm). 

Background: 
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All testing laboratories who are asked to conduct the “extended ASTM E84 test” provide 
sentences equivalent to the proposed new section 704.A.3.1 in their report. A typical 
statement is: “The flame front shall not progress more than 10.5 ft. (3.2 m) beyond the 
centerline of the burners at any time during the 30-minute test period. This is considered 
evidence of no significant progressive combustion in this test method.” ASTM E84 is a 10-
minute test period and is silent on the requirements for 30-minute testing. The “added” 
criterion of “no evidence of significant progressive combustion” can be used as a “barrier” 
to the introduction of new materials. 

This proposal simply explains that the requirement for “no evidence of significant 
progressive combustion” is duplicative because it is undefined and the only evidence as to 
how to measure it is contained in ASTM E2768. Fire testing labs have used as the 
corresponding criterion that the flame front in the ASTM E84 test does not progress more 
than 10.5 ft. beyond the centerline of the burners in either the 10-minute test or the 
continuation of the test for an additional 20 minutes (for a total of 30 minutes).  

The “extended ASTM E84 test” is used in the IBC, the IRC, the IFC, the IMC and the 
IWUIC. It is also used in NFPA codes (NFPA 101, Life Safety Code and NFPA 5000, 
Building Code) and in NFPA 703 (“Standard for Fire Retardant–Treated Wood and Fire-
Retardant Coatings for Building Materials”). It is also used in AC 66 (Acceptance Criteria 
for Fire-Retardant Treated Wood). However, neither in any of the ICC codes nor in any 
NFPA code or standard nor in AC 66 nor in ASTM E84 is there any description or 
guidance for what constitutes “no evidence of significant progressive combustion”. 
However, there is one standard that contains the criterion for the assessment of “no 
evidence of significant progressive combustion”. That standard is ASTM E2768 “Standard 
Test Method for Extended Duration Surface Burning Characteristics of Building Materials 
(30 min Tunnel Test)”.  

It has been stated that AC 66 (Acceptance Criteria for Fire-Retardant Treated Wood) 
describes the way in which “no evidence of significant progressive combustion” is 
assessed. The June 2012 edition of AC 66 states as follows, in sections 3.1.4 and 3.2.4, 
which is the same language used in the codes, namely: 

“3.1.4 Surface Burning Characteristics The surface burning characteristics (flame spread 
and smoke-developed index) shall be determined in accordance with ASTM E 84 or UL 
723. The flame spread index shall be 25 or less and there shall be no evidence of 
significant progressive combustion when the test is continued for an additional 20-minute 
period. Additionally, the flame front shall not progress more than 10½ feet (3200 mm) 
beyond the centerline of the burners at any time during the test. The smoke-developed 
index shall be 450 or less. For recognition of exterior use, tests shall be conducted both 
before and after durability tests conducted in accordance with Section 3.1.3. The FRT 
lumber shall meet the requirements of IBC Section 2303.2, IRC Section R802.1.3, UBC 
Section 207, SBC Section 202, or BNBC 2310.2, as applicable.” 

“3.2.4 Surface Burning Characteristics The surface burning characteristics (flame spread 
and smoke-developed index) shall be determined in accordance with ASTM E 84 or UL 
723. The flame spread index shall be 25 or less and there shall be no evidence of 
significant progressive combustion when the test is continued for an additional 20-minute 
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period. Additionally, the flame front shall not progress more than 10½ feet (3200 mm) 
beyond the centerline of the burners at any time during the test. The smoke-developed 
index shall be 450 or less. For recognition of exterior use, tests shall be conducted both 
before and after durability tests conducted in accordance with Section 3.2.3. The FRT 
plywood shall meet the requirements of Section 2303.2 of the IBC or Section R802.1.3 of 
the IRC, UBC Section 207, SBC Section 202, or BNBC Section 2310.2, as applicable.” 

No means has been proposed in any document other than in ASTM E2768 as to what 
constitutes “no evidence of significant progressive combustion”. Note that ASTM E2768 
applies to any material or product and not just to wood. The scope of ASTM E2768 
includes the following statement: “The purpose of this fire-test-response standard is to 
evaluate the ability of a product to limit the surface spread of flame when evaluated for 30 
min. This fire-test-response standard uses the apparatus and procedure of Test Method 
E84 with the total test period extended to 30 min.” 

The conditions of classification of ASTM E2768 include the following criteria and are 
identical to the conditions of acceptance included based on the “extended ASTM E84 or 
UL 723”: 

1. The flame spread index shall be 25 or less as determined for the initial 10 min test 
period, 

2. The flame front shall not progress more than 10.5 ft. (3.2 m) beyond the centerline 
of the burners at any time during the 30-min test period. This is considered 
evidence of no significant progressive combustion in this test method.  

 
 

SECTION 706A 
VENTS 

 

Item 7A-22 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 706A Vents 

 
The SFM proposes to modify and rewrite the General section to align with additional vent 
changes below. 
 
Reason: 706A.1: This is a unification of redundant wording from the following sections: 
706A.2 706A.2.1 & 706A.3. This section is intended to qualify the general intent of 
coverage of the requirements for all applications to follow. It is all now condensed in a 
single location. 
 

Item 7A-23 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 706A Vents 
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The SFM proposes to make editorial corrections and expand the requirement for protection 
from embers to all ventilation openings. 
 
706A.2 Having qualified the intent in the “general” section 706A.1, this section identifies 
the actual requirements to follow. The applications are not needed as all applications are 
shown in 706A.1 Previously, it just restated some applications from the “general” section. 
This was redundant.  
 
Deletion of exceptions 1 and 2: These exceptions are remaining in the code from when 
there was no listing of vents. With the listing of vents, the exceptions are not needed.  
Exception 1 includes a term “special eave and cornice vents” that lacks any definition and 
is not needed because the AHJ should simply accept listed vents. This exception also 
does not qualify the ability of the vents to “resist the intrusion of flame and burning 
embers”.  
The second exception is based on the concept that sprinklers complying with NFPA 13, 
plus two other requirements, will ensure safe vents. That is not valid. If a property is 
sprinklered to NFPA 13 it may very well not sprinkler the attic area. Moreover, there is no 
assurance that this will prevent the intrusion of flames or burning embers. 
 
 

Item 7A-24 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 706A Vents 

 
The SFM proposes to delete the subsection that is no longer needed. 
 

 

Item 7A-25 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 706A Vents 

 
The SFM proposes to delete the subsection that is no longer needed. 
 
 

SECTION 707A 
EXTERIOR COVERING 

 

Item 7A-26 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 707A Exterior Covering 

 
The SFM proposes to add clarifying definitions, delete outdated language, clearly state 
that the exceptions are for the entire Section 707A.2, and delete exceptions. 
 

Reason: Section 707A.3 contains requirements for both the “exterior wall covering” and the 
“exterior wall assembly” but they are the same. In fact, exterior wall coverings and exterior 
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wall assemblies are different and it is important to separate them and this is being done by 
splitting 707A.3 into 707A.3 (for coverings) and 707A.4 (for assemblies), The changes to 
707A.2 are simply editorial but it is important also to add a definition of “exterior wall 
assembly” and of “exterior wall covering”.  

For all sections below it is being made clear that combinations of materials or assemblies 
are permitted by stating “one or more” instead of just “one” of the materials or assemblies. 

 

Item 7A-27 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 707A Exterior Covering 

 
The SFM proposes to add clarifying definitions, delete and move the exceptions to 
subsections shown below. 
 

Reason: The key changes are that exterior wall covering and exterior wall assembly are 
separated into two sections, with 707A.3 dealing with exterior wall coverings. combined. The 
sentence in 707A.3.2, which deals with all exterior wall coverings is being moved to the 
charging paragraph, without a change in requirements.  

Item 2 is being revised to clarify what section contains the requirements for ignition resistant 
materials. It also clarifies that the ignition resistant material needs to be labeled for exterior 
use, since not all ignition resistant materials are required to meet the weathering test. 

Item 3 is being added because, although fire retardant treated wood (FRTW) is an ignition 
resistant material, it should be mentioned specifically since the code has particular 
requirements for it. Also, the change clarifies that the FRTW must be labeled for exterior 
use, as above. The fire performance of ignition resistant materials is of the same order as 
that of FRTW. Both need to meet the extended ASTM E84, with the same criteria. This 
clarification is being made in all sections. 

Items 2 and 3 could be switched but both are exterior wall coverings and not exterior wall 
assemblies, which have all been moved into a new 707A.4.  

 
 

Item 7A-28 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 707A Exterior Covering 

 
The SFM proposes to delete the subsection and move it to an added section shown below. 
 

 

Item 7A-29 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 707A Exterior Covering 

 
The SFM proposes to renumber the section based on reorganizing. 
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Item 7A-30 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 707A Exterior Covering 

 
The SFM proposes to add a section for exterior wall assemblies. 
 

Reason: (new) This contains all the assemblies from the earlier 707A.3. 

Items 1 through 4 are identical to items 3 through 6 of the original section. 

Item 5 is being added as a generic version of the two exceptions, both of which address a 
one-hour fire resistance rated assembly, suitable for exterior fire exposure. In the revised 
language, it is being made clear that the fire resistance rating is assessed from the exterior 
side and is assessed by testing to ASTM E119 or UL 263 (something inherent but missing 
in the existing text, done in all sections). 

The exceptions in the existing text are both examples of what is expected to be a 1-hour fire 
resistance rating. Therefore, the exceptions should be deleted from their present location as 
they represent a new proposed option, which is simply a pair of examples of a 1-hour fire 
resistance rating. Thus, the exceptions in the original section are being deleted and replaced 
by items 6 and 7. They are consistent also with what is in the IWUIC. 

This proposed revision does not delete the wall assemblies tested to SFM Standard 12-7A-
1 or to ASTM E2707 (with the pass/fail criteria in 707A.4.1), which are identical to each other 
and are of much lower fire performance than any of the others. 

An exception is added to 707A.4 to indicate that the exterior wall coverings in 707A.3 do not 
require compliance with 707A.4, meaning that any exterior wall assembly with one of those 
three types of exterior wall covering is acceptable.  

The IBC contains definitions of “exterior wall envelope” and of “exterior wall covering” but it 
uses the terms “exterior wall assembly” and “exterior wall envelope” with the same meaning. 
Therefore, since the terms “exterior wall assembly” and “exterior wall covering” are being 
used in Chapter 7A they should be defined here. 

 

Chapter 7A has a definition for “exterior covering”, as shown below, and that is retained. 

EXTERIOR COVERING. The exposed siding or cladding material applied to the exterior 
side of an exterior wall, roof eave soffit, floor projection or exposed underfloor framing. 

 

Note that, in a separate proposal, the requirements for ignition resistant materials (in 704A.2) 
are being made consistent with the change accepted by the IBC for the 2021 edition. Note 
also that the requirements for noncombustible materials (in 704A.4) are, in a separate 
proposal, being made consistent also with the IBC 2021. Neither of these changes affect 
section 707A. 

 
 

Item 7A-31 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 707A Exterior Covering 
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The SFM proposes to add a subsection for exterior wall assemblies. 
 

This proposed revision does not delete the wall assemblies tested to SFM Standard 12-7A-
1 or to ASTM E2707 (with the pass/fail criteria in 707A.4.1), which are identical to each other 
and are of much lower fire performance than any of the others. 

 
 

Item 7A-32 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 707A Exterior Covering 

 
The SFM proposes to renumber based on reorganization, add criteria for compliance, 
clarify the exceptions apply to the entire section, delete exceptions that no longer apply. 
 
Reason: No change in requirements - This makes the section on open roof eaves fully 
consistent with the section on exterior walls. Now 707A.5 
 

Item 7A-33 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 707A Exterior Covering 

 
The SFM proposes to renumber based on reorganization, add criteria for compliance, 
clarify the exceptions apply to the entire section, delete exceptions that no longer apply. 
 
Reason: No change in requirements - This makes the section on enclosed roof eaves fully 
consistent with the sections on exterior walls and open roof eaves. Now 707A.6. 
 
 

Item 7A-34 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 707A Exterior Covering 

 
The SFM proposes to renumber based on reorganization, add criteria for compliance, 
clarify the exceptions apply to the entire section, delete exceptions that no longer apply. 
 
Reason: No change in requirements - This makes the section on exterior porch ceilings 
fully consistent with the sections on exterior walls, open roof eaves, and enclosed roof 
eaves. Note that items 5 and 6 are identical, relating either to the ASTM or to the CA fire 
test. Now 707A.7.  
 
 

Item 7A-35 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 707A Exterior Covering 
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The SFM proposes to renumber based on reorganization, add criteria for compliance, 
clarify the exceptions apply to the entire section, delete exceptions that no longer apply. 
 
Reason: No change in requirements - This makes the section on floor projections fully 
consistent with the sections on exterior walls, open roof eaves, enclosed roof eaves and 
exterior porch ceilings. Note that items 5 and 6 are identical, relating either to the ASTM or 
to the CA fire test. Now 707A.8. 
 
 

Item 7A-36 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 707A Exterior Covering 

 
The SFM proposes to renumber based on reorganization, add criteria for compliance, 
clarify the exceptions apply to the entire section, delete exceptions that no longer apply. 
 
Reason: No change in requirements - This makes the section on underfloor protection fully 
consistent with all the earlier sections. Note that the second sentence in the overall 
exception needs a verb. Now 707A.9 
 

Item 7A-37 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 707A Exterior Covering 

 
The SFM proposes to renumber based on reorganization, add criteria for compliance, 
clarify the exceptions apply to the entire section. 
 
Reason: No change in requirements - This makes the section on underside of appendages 
fully consistent with all the earlier sections. Note that items 5 and 6 are identical, relating 
either to the ASTM or to the CA fire test. Note that the second sentence in the overall 
exception needs a verb. Now 707A.10. 
 

Item 7A-38 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 707A Exterior Covering 

 
The SFM proposes to renumber based on reorganization. 
 
Reason: No change in requirements - Now 707A.11. 
 

For all proposals of Section 707A the requirements allow the use of “one or more” instead 
of just one of the testing options. 

 
SECTION 709A 

DECKING 
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Item 7A-39 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 709A Decking 

 
The SFM proposes to add correct section pointers. 
 

Reason: The changes are simple clarification and do not change requirements. 

709A.3 item 3: ignition resistant material is defined now in 704A.3, and it explains the test 
methods to be used. Repeating them here simply leads to potential confusion. 

709A.3 item 3: SFM 12 7A-5 is being deleted and the requirements are in 704A.3. 

 

Item 7A-40 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 709A Decking 

 
The SFM proposes to make an editorial correction. 
 

Reason: The changes are simple clarification and do not change requirements. 

709A.4: this is a typo that was never corrected. These requirements are not for an ignition 
resistant material 

 
 
 

Item 7A-41 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 710A Accesory Buildings and Miscellaneous Structures 

 
The SFM proposes to add to the Title of Section 710A for comprehensibility an intent of the 
section requirements. 
 

Item 7A-42 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 710A Accesory Buildings and Miscellaneous Structures 

 
The SFM proposes to modify the General section to clearly state the intent of the 
requirements of Section 710A. 
 
Rationale for changes to CBC Section 710A ACCESSORY STRUCTURES: 
Section 710A was reorganized, and the language clarified, for better flow and consistent 
categories of accessory structures and buildings.   
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Item 7A-43 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 710A Accesory Buildings and Miscellaneous Structures 

 
The SFM proposes to modify the Applicability section to clearly state the intent of the 
requirements of Section 710A. 
 

Item 7A-44 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 710A Accesory Buildings and Miscellaneous Structures 

 
The SFM proposes to modify the Where required section to clearly state the intent of the 
requirements of Section 710A. 
 

Item 7A-45 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 710A Accesory Buildings and Miscellaneous Structures 

 
The SFM proposes to delete a section that is no longer needed based on reorganization 
and intent of the entire 710A section. 
 

Item 7A-46 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 710A Accesory Buildings and Miscellaneous Structures 

 
The SFM proposes to renumber and reorganize the requirements for accessory buildings 
at different distances from an applicable building. 
 
The subsections of 710A.3 were organized by uniform categories of distances from 
applicable buildings. 
 
A hole/gap in coverage was identified for accessory buildings located at a distance of 
between 3 feet and 30 feet from an applicable building, and the SFM moves to fill that 
oversight by mandating enforcement upon those greater than 120 square feet and by 
leaving it to the discretion local Authority Having Jurisdiction (AHJ) for those less than 120 
square feet.    
 
Since Exception #1 of 701A.3 is not necessary because the code user still needs to go to 
Section 710A to see if the enforcing agency requires it, Exception #1 (which was the only 
place the code still mentioned this 30-foot threshold) can be removed.  This removal of 
Exception #1 now allows the combining of categories 3’-30’ and 30’-50’. 
 
The following table helps visualize the resultant requirements. 

 

Location 
Noncombustible or Ignition-resistant Materials Required 

CBC Section 704A.2 
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Accessory Building  
≤120 ft² 

Accessory Building  
>120 ft² 

Misc. Structure that 
requires a permit, 

(any size) 

Attached or <3’ Yes (per 710A.3.1) Yes (per 710A.3.1) Yes (per 710A.3.1) 

≥3’ and <50’ When required by 
AHJ (per 710A.3.3) 

Yes (per 710A.3.2) 
When required by 

AHJ (per 710A.3.4) 

 
 

Item 7A-47 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 710A Accesory Buildings and Miscellaneous Structures 

 
The SFM proposes to add sections based on a reorganization of the section and the 
requirements for accessory buildings at different distances from an applicable building. 
 
The subsections of 710A.3 were organized by uniform categories of distances from 
applicable buildings. 
 
A hole/gap in coverage was identified for accessory buildings located at a distance of 
between 3 feet and 30 feet from an applicable building, and the SFM moves to fill that 
oversight by mandating enforcement upon those greater than 120 square feet and by 
leaving it to the discretion local Authority Having Jurisdiction (AHJ) for those less than 120 
square feet.    
 
Since Exception #1 of 701A.3 is not necessary because the code user still needs to go to 
Section 710A to see if the enforcing agency requires it, Exception #1 (which was the only 
place the code still mentioned this 30-foot threshold) can be removed.  This removal of 
Exception #1 now allows the combining of categories 3’-30’ and 30’-50’. 
 
The following table helps visualize the resultant requirements. 

 

Location 

Noncombustible or Ignition-resistant Materials Required 
CBC Section 704A.2 

Accessory Building  
≤120 ft² 

Accessory Building  
>120 ft² 

Misc. Structure that 
requires a permit, 

(any size) 

Attached or <3’ Yes (per 710A.3.1) Yes (per 710A.3.1) Yes (per 710A.3.1) 

≥3’ and <50’ When required by 
AHJ (per 710A.3.3) 

Yes (per 710A.3.2) 
When required by 

AHJ (per 710A.3.4) 

 

Item 7A-48 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 710A Accesory Buildings and Miscellaneous Structures 

 
The SFM proposes to add sections based on a reorganization of the section and the 
requirements for accessory buildings at different distances from an applicable building. 

 



STATE OF CALIFORNIA 
BUILDING STANDARDS COMMISSION 

 

 
BSC TP-106 (Rev. 10/20) ISOR May 1, 2021 
Rulemaking File SFM 02/21 - Part 2 – 2021 Triennial Code Cycle  Part 2 ISOR 
State Fire Marshal Page 51 of 102 
 

The subsections of 710A.3 were organized by uniform categories of distances from 
applicable buildings. 
 
A hole/gap in coverage was identified for accessory buildings located at a distance of 
between 3 feet and 30 feet from an applicable building, and the SFM moves to fill that 
oversight by mandating enforcement upon those greater than 120 square feet and by 
leaving it to the discretion local Authority Having Jurisdiction (AHJ) for those less than 120 
square feet.    
 
Since Exception #1 of 701A.3 is not necessary because the code user still needs to go to 
Section 710A to see if the enforcing agency requires it, Exception #1 (which was the only 
place the code still mentioned this 30-foot threshold) can be removed.  This removal of 
Exception #1 now allows the combining of categories 3’-30’ and 30’-50’. 
 
The following table helps visualize the resultant requirements. 

 

Location 

Noncombustible or Ignition-resistant Materials Required 
CBC Section 704A.2 

Accessory Building  
≤120 ft² 

Accessory Building  
>120 ft² 

Misc. Structure that 
requires a permit, 

(any size) 

Attached or <3’ Yes (per 710A.3.1) Yes (per 710A.3.1) Yes (per 710A.3.1) 

≥3’ and <50’ When required by 
AHJ (per 710A.3.3) 

Yes (per 710A.3.2) 
When required by 

AHJ (per 710A.3.4) 

 
 

Item 7A-49 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 710A Accesory Buildings and Miscellaneous Structures 

 
The SFM proposes to add sections based on a reorganization of the section and the 
requirements for accessory buildings at different distances from an applicable building. 

 
The subsections of 710A.3 were organized by uniform categories of distances from 
applicable buildings. 
 
A hole/gap in coverage was identified for accessory buildings located at a distance of 
between 3 feet and 30 feet from an applicable building, and the SFM moves to fill that 
oversight by mandating enforcement upon those greater than 120 square feet and by 
leaving it to the discretion local Authority Having Jurisdiction (AHJ) for those less than 120 
square feet.    
 
Since Exception #1 of 701A.3 is not necessary because the code user still needs to go to 
Section 710A to see if the enforcing agency requires it, Exception #1 (which was the only 
place the code still mentioned this 30-foot threshold) can be removed.  This removal of 
Exception #1 now allows the combining of categories 3’-30’ and 30’-50’. 
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The following table helps visualize the resultant requirements. 
 

Location 

Noncombustible or Ignition-resistant Materials Required 
CBC Section 704A.2 

Accessory Building  
≤120 ft² 

Accessory Building  
>120 ft² 

Misc. Structure that 
requires a permit, 

(any size) 

Attached or <3’ Yes (per 710A.3.1) Yes (per 710A.3.1) Yes (per 710A.3.1) 

≥3’ and <50’ When required by 
AHJ (per 710A.3.3) 

Yes (per 710A.3.2) 
When required by 

AHJ (per 710A.3.4) 

 

Item 7A-50 
Chapter 7A, Materials And Construction Methods For Exterior Wildfire Exposure, 
Section 710A Accesory Buildings and Miscellaneous Structures 

 
The SFM proposes to add requirements of roof construction for accessory buildings. 

 
Reason: Section 710A.4 Roof construction [of accessory structures] was added by 
overwhelming consensus to address this recognized “Achilles Heel” to all efforts of Section 
710A, and to Chapter 7A for that matter.  Whenever an accessory building is required to 
be constructed of noncombustible materials or of ignition resistant materials its roof must 
meet Class A fire rating. 

 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 
 

CHAPTER 8 
INTERIOR FINISHES 

Item 8-1 
Chapter 8, Interior Finishes 

 
The SFM proposes to adopt Chapter 8 and carry forward existing amendments. 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
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Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
 

CHAPTER 9 
FIRE PROTECTION AND LIFE SAFETY SYSTEMS 

 

Item 9-1 

Chapter 9, Fire Protection And Life Safety Systems 

 
The SFM proposes to adopt Chapter 9 and carry forward existing amendments. Proposed 
modifications are shown below. 
 

SECTION 901 
GENERAL 

 

Item 9-2 

Chapter 9, Fire Protection And Life Safety Systems, Section 901.5 Installation 

acceptance testings 

 
The SFM proposes make an editorial change. 
 
 

Item 9-3 

Chapter 9, Fire Protection And Life Safety Systems, Table 901.6.1 Fire Protection 

System Maintenance 

 
The SFM proposes make an editorial change. 
 

 

Item 9-4 

Chapter 9, Fire Protection And Life Safety Systems, Section 901.7 Systems out of 

service 

 
The SFM proposes add the reference to the California NFPA 25 Edition. 
 
 

SECTION 903 
AUTOMATIC SPRINKLER SYSTEMS 

 

Item 9-5 

Chapter 9, Fire Protection And Life Safety Systems,  
 

The SFM proposes errata. 
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Item 9-6 

Chapter 9, Fire Protection And Life Safety Systems,  
 

 
SFM proposed amendment to CBC Section 903.2 includes additional sections of the CBC 
identifying CFC sections inadvertently omitted.  
 
Related Sections in Part 9, California Fire Code 903.1, 903.2.14, 903.2.15, 903.2.16, 
903.2.17, 903.2.18, 903.2.19, 903.2.20, 903.2.21(New) 
 
The CBC sections requiring an approved automatic sprinkler system include Sections 
903.2.14 through 903.2.21. The existing text of CBC Section 903.2 does not include 
Sections 903.2.14 through 903.2.21. The SFM proposed amendment adds omitted CBC 
Sections 903.2.14 through 903.2.21 to the existing language referencing CBC sections 
when an approved automatic sprinkler system is required. 
 
Inaccurate and incomplete references to code criteria are a source of confusion for 
owners, designers, contractors and code officials. Correcting such references assists with 
the interpretation and understanding of provisions of the code. 
 
This SFM proposed amendment is editorial only. This SFM proposed amendment does not 
establish a new requirement. 
 
 
 

Item 9-7 

Chapter 9, Fire Protection And Life Safety Systems,  
 

SFM proposed amendment adds a reference to CFC Section 3005.4.1 for specific 
sprinkler system provisions for passenger elevators and relocates sprinkler exemptions for 
solar photovoltaic panel structures to a new Subsection 903.3.1.1.3. 
 
Related Sections in Part 2, California Building Code 903.1, 903.3, 903.3.1, 907.4.3, 
907.4.3.1, 1505.9, 1510.7, 1512, 3005.4.1, 3111 
 
CBC Section 903.3.1.1.1 includes a list of locations where sprinkler protection is permitted 
to be exempted when smoke detection is provided. 
 
SFM proposed amendment adds a reference to CBC Section 3005.4.1 for specific 
sprinkler system provisions for passenger elevators and relocates sprinkler exemptions for 
solar photovoltaic panel structures to a new Subsection 903.3.1.1.3. 
 
The SFM proposed amendment adds a new item 6 to the list of exempt locations in 
Section 903.3.1.1.1 where sprinkler protection is permitted to be omitted. The SFM 
proposed amendment adds elevator hoistways, machine rooms, machinery spaces, 
control spaces, and control rooms in accordance with Section 3005.4.1 of the California 
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Building Code to the list of exempt locations where sprinkler protection is permitted to be 
omitted. CBC Section 3005.4.1 contains specific provisions for when sprinkler protection is 
permitted to be omitted from passenger elevator hoistways, machine rooms, machinery 
spaces, control spaces, and control rooms. The additional reference to Section 3005.4.1 is 
needed in order to direct owners, designers, contractors and code officials to the specific 
provisions relevant to the omission of sprinkler protection in passenger elevator hoistways, 
machine rooms, machinery spaces, control spaces, and control rooms. Without such 
reference, the list of locations where sprinkler protection is permitted to be omitted is 
incomplete. 
 
 
The SFM proposed amendment relocates and renumbers provisions permitting the 
omission of sprinkler protection for solar photovoltaic panel structures to a new CBC 
Section 903.3.1.1.3. 
 
The charging statement for CBC Section 903.3.1.1.1 requires the substitution of smoke 
detection when sprinklers are not provided. Solar photovoltaic panel structures are 
installed outdoors. Substituting smoke detectors is not appropriate at outdoor locations. 
The inclusion of outdoor solar photovoltaic panel structures in the items enumerated in 
CBC Section 903.3.1.1.1 is problematic. The SFM proposed amendment relocates the 
provisions permitting the omission of fire sprinkler protection for solar photovoltaic panel 
structures from CBC Section 903.3.1.1.1 Item 6 and Item 7 to a separate new CBC 
Section 903.3.1.1.3 Item 1 and Item 2. The SFM proposed amendment preserves the 
provisions that require no storage beneath solar photovoltaic panel structures and includes 
sufficient openings for ventilation when sprinkler protection is omitted. The SFM 
amendment deletes a requirement for the installation of smoke detectors in outdoor 
locations as a substitution for sprinkler protection. The SFM proposed amendment leaves 
in place appropriate alternatives for the omission of fire sprinkler protection for solar 
photovoltaic panel structures for owners, designers, contractors and code officials. 
 
This SFM proposed amendment does not establish a new requirement. 
 
 
 
 

Item 9-8 

Chapter 9, Fire Protection And Life Safety Systems, Section 903.2.10.2 Mechanical 

access enclosed parking garages 
 

The SFM proposes repeal California amendment and replace with model code language. 
 

 
 

Item 9-9 

Chapter 9, Fire Protection And Life Safety Systems, Table 903.2.11.6 Additional 

Required Fire Protection Systems 
 



STATE OF CALIFORNIA 
BUILDING STANDARDS COMMISSION 

 

 
BSC TP-106 (Rev. 10/20) ISOR May 1, 2021 
Rulemaking File SFM 02/21 - Part 2 – 2021 Triennial Code Cycle  Part 2 ISOR 
State Fire Marshal Page 56 of 102 
 

The SFM proposes repeal California amendment and replace with model code language 
and add an amendment as shown below. 
 
 

Item 9-10 

Chapter 9, Fire Protection And Life Safety Systems, Section 903.2.21 
 

The SFM proposes a new section for sprinkler protection of exterior entrance covers. 
 
Related Sections in Part 2, California Building Code 311.3, 406.5.2, 407.6, 407.6.1, 
508.2.4, Table 508.4, 903.2.6, 11B-206.4.10, 1224.33.2.1 
 
The proposed SFM amendment requires automatic sprinkler protection for specific uses 
required by existing provisions of the California Building Code associated with Group I-2 
occupancies. 
 
The proposed SFM amendment limits the application of CBC Section 903.2.21 to covered 
entrances required by CBC Section 11B-206.4.10, for weather protection at entrances to 
medical care and long-term care facilities and Section 1224.33.2.1, emergency medical 
service exterior entrances. 
 
The proposed SFM amendment requires sprinkler protection of required covered vehicle 
entrances associated with Group I-2 occupancies. Such uses most nearly resemble Group 
S-2 occupancies. As such, occupancy separations between a Group I-2 and a Group S-2 
are required to be not less than 2-hour fire-resistance-rated construction. The requirement 
for a 2-hour fire resistance separation is due in part because, in model code, there is no 
requirement for sprinkler protection of these occupancies. 
 
When considered with an SFM proposed amendment to CBC Table 508.4, this 
amendment will permit required entrance covers configured in accordance with the 
provisions for openings for open parking garages to be separated from Group I-2 
occupancies by 1-hour fire-resistance-rated construction. 
 
As additions to or extensions of 24-hour care health facilities, covered exterior entrances 
are already required to be protected by fire sprinkler systems in accordance with California 
Health and Safety Code, Section (a). Where such covers also accommodate the means of 
egress for adjacent occupancies protected by automatic sprinklers, sprinkler protection is 
required at these covered entrances in accordance with Section 1004.4. 
 
The covered entrances are attached to buildings that are protected by existing automatic 
sprinkler systems. When coupled with a proposed SFM amendment to Table 508.4, the 
required separation between a Group I-2 and a covered entrance is permitted to be 
reduced from 2-hour fire-resistance rated construction to 1-hour fire-resistance rated 
construction. 
 
The SFM amendment includes a fire sprinkler requirement specific to Group I-2 
occupancies that is currently enforced. As such, on some occasions, this could decrease 
the cost of construction and assist in the configuration of designs. The SFM proposed 
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amendment provides direction to owners, designers, contractors and code officials not 
previously available in the CBC. 
 
The SFM proposed amendment affirms a requirement requiring sprinkler protection of 
exterior covered entrances, commonly referred to as porte-cocheres, that is currently 
enforced. When considered with the proposed SFM amendment to CBC Table 508.4, the 
SFM proposed amendment allows for a reduction in the fire-resistance separation 
requirement from 2-hour to 1-hour in acknowledgment that such required exterior covered 
entrances are protected by a sprinkler system. 
 
 
 

Item 9-11 

Chapter 9, Fire Protection And Life Safety Systems, Section 903.3.1.1.1 Exempt 

locations 
 

The SFM proposes repeal California amendment and move items 6 and 7 to a new section 
number. Section 903.3.1.1.1 requires the substitution of smoke detection when sprinklers 
are not provided. Solar photovoltaic panel structures are installed outdoors. Substituting 
smoke detectors is not appropriate at such locations. 
 
Related Sections in Part 2, California Building Code 903.1, 903.3, 903.3.1, 907.4.3, 
907.4.3.1, 1505.9, 1510.7, 1512, 3005.4.1, 3111 
 
CBC Section 903.3.1.1.1 includes a list of locations where sprinkler protection is permitted 
to be exempted when smoke detection is provided. 
 
SFM proposed amendment adds a reference to CBC Section 3005.4.1 for specific 
sprinkler system provisions for passenger elevators and relocates sprinkler exemptions for 
solar photovoltaic panel structures to a new Subsection 903.3.1.1.3. 
 
The SFM proposed amendment adds a new item 6 to the list of exempt locations in 
Section 903.3.1.1.1 where sprinkler protection is permitted to be omitted. The SFM 
proposed amendment adds elevator hoistways, machine rooms, machinery spaces, 
control spaces, and control rooms in accordance with Section 3005.4.1 of the California 
Building Code to the list of exempt locations where sprinkler protection is permitted to be 
omitted. CBC Section 3005.4.1 contains specific provisions for when sprinkler protection is 
permitted to be omitted from passenger elevator hoistways, machine rooms, machinery 
spaces, control spaces, and control rooms. The additional reference to Section 3005.4.1 is 
needed in order to direct owners, designers, contractors and code officials to the specific 
provisions relevant to the omission of sprinkler protection in passenger elevator hoistways, 
machine rooms, machinery spaces, control spaces, and control rooms. Without such 
reference, the list of locations where sprinkler protection is permitted to be omitted is 
incomplete. 
 
 
The SFM proposed amendment relocates and renumbers provisions permitting the 
omission of sprinkler protection for solar photovoltaic panel structures to a new CBC 
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Section 903.3.1.1.3. 
 
The charging statement for CBC Section 903.3.1.1.1 requires the substitution of smoke 
detection when sprinklers are not provided. Solar photovoltaic panel structures are 
installed outdoors. Substituting smoke detectors is not appropriate at outdoor locations. 
The inclusion of outdoor solar photovoltaic panel structures in the items enumerated in 
CBC Section 903.3.1.1.1 is problematic. The SFM proposed amendment relocates the 
provisions permitting the omission of fire sprinkler protection for solar photovoltaic panel 
structures from CBC Section 903.3.1.1.1 Item 6 and Item 7 to a separate new CBC 
Section 903.3.1.1.3 Item 1 and Item 2. The SFM proposed amendment preserves the 
provisions that require no storage beneath solar photovoltaic panel structures and includes 
sufficient openings for ventilation when sprinkler protection is omitted. The SFM 
amendment deletes a requirement for the installation of smoke detectors in outdoor 
locations as a substitution for sprinkler protection. The SFM proposed amendment leaves 
in place appropriate alternatives for the omission of fire sprinkler protection for solar 
photovoltaic panel structures for owners, designers, contractors and code officials. 
 
This SFM proposed amendment does not establish a new requirement. 
 
 
 

Item 9-12 

Chapter 9, Fire Protection And Life Safety Systems, Section 903.5 Testing and 

maintenance 
 

The SFM proposes errata. 
 
 
 

SECTION 906 
PORTABLE FIRE EXTINGUISHERS 

Item 9-13 

Chapter 9, Fire Protection And Life Safety Systems, Section 906.1 Where Required 
 

The SFM proposes to carry forward existing amendments and delete new model code 
language. 
 
Related Sections in Part 2, California Building Code 308.2, 308.3 
 
SFM proposed amendment deletes references to Group I-1 occupancies and Condition 1 
describing Group I-2 occupancies. 
 
In accordance with CBC Section 308.2, Occupancy Group I-1 is not used in the California 
Building Code. In accordance with CBC Section 308.3, conditions modifying Group I-2 
occupancies are not used in the CBC.  
 
This SFM proposed amendment corrects the text of CBC Section 906.1 Item 2 by deleting 
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references to Group I-1 and Group I-2 Condition 1 that are not applicable in the CBC.  
 
Irrelevant references to inapplicable criteria are a source of confusion for owners, 
designers, contractors and code officials. Deleting such references simplifies the 
interpretation and understanding of provisions of the code. 
 
The SFM proposed amendment is editorial only. This SFM proposed amendment does not 
establish a new requirement. 
 
 

SECTION 907 
FIRE ALARM AND DETECTION SYSTEMS 

 

Item 9-14 

Chapter 9, Fire Protection And Life Safety Systems, Section 907.2 Where Required- 

new buildings and structures 
 

The SFM proposes to carry forward existing amendments and correcting a reference 
number. 
 

Related Sections in Part 2, California Building Code 907.1, 907.2.24, 907.2.25, 907.2.26, 
907.2.27, 907.2.28, 907.2.29 

 
SFM proposed amendment to CBC Section 907.2 includes additional sections of the CBC 
identifying CBC sections inadvertently omitted.  
 
The CBC sections requiring an approved fire alarm system include Sections 907.2.24 
through 907.2.29. The existing text of CBC Section 907.2 does not include Sections 
907.2.24 through 907.2.29. The SFM proposed amendment adds omitted Sections 
907.2.24 through 907.2.29 to the existing language referencing CBC sections when an 
approved fire alarm is required. 
 
Inaccurate and incomplete references to code criteria are a source of confusion for 
owners, designers, contractors and code officials. Correcting such references assists with 
the interpretation and understanding of provisions of the code. 
 
This SFM proposed amendment is editorial only. This SFM proposed amendment does not 
establish a new requirement. 

 
 

Item 9-15 

Chapter 9, Fire Protection And Life Safety Systems, Section 907.2.3 Group E 
 

The SFM proposes to carry forward existing amendments and delete new model code 
language. 
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Item 9-16 

Chapter 9, Fire Protection And Life Safety Systems, Sections 907.2.6.4 Group I-4 
 

The SFM proposes to add smoke detection requirements for Group I-4 occupancies. 
 
 

Item 9-17 

Chapter 9, Fire Protection And Life Safety Systems, Sections 907.2.6.5 Large Family 

Day-Care 
 

The SFM proposes to renumber Section 907.2.6.4 to follow the addition of I-4 
requirements. 
 
 

 

Item 9-18 

Chapter 9, Fire Protection And Life Safety Systems, Sections 907.2.11.2.1 through 

907.2.11.2.5 
 

The SFM proposes to carry forward existing amendments and renumber based on 
changes to the model code. 
 
 

Item 9-19 

Chapter 9, Fire Protection And Life Safety Systems, Sections 907.2.11.3 and 

907.1.11.4 
 

The SFM proposes to carry forward existing amendments and amend the reference 
Section number based on changes to the model code. 
 
 

Item 9-20 

Chapter 9, Fire Protection And Life Safety Systems, Section 907.2.11.8 Specific 

Location Requirements 
 

The SFM proposes to modify existing amendments and amend the reference Section 
number based on changes to both the NFPA 72 standards and the model code. 
 

Item 9-21 

Chapter 9, Fire Protection And Life Safety Systems, Section 907.2.23 Energy Storage 

Systems 
 

The SFM proposes to repeal California amendments and replace with model code 
language. 
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Item 9-22 

Chapter 9, Fire Protection And Life Safety Systems, Section 907.5 Occupant 

notification 

 
SFM proposed amendment to CBC Section 907.5 includes additional sections of the CBC 
representing CBC sections inadvertently omitted from the California Building Code. 
  
The CBC sections requiring compliance with occupant notification requirements include 
Sections 907.5.1 through 907.5.2.5. The existing text of CBC Section 907.5 does not 
include Sections 907.5.2.3.4 through 907.5.2.5. The SFM proposed amendment adds 
omitted Sections 907.5.2.3.4 through 907.5.2.5 to the existing language referencing CBC 
sections when occupant notification requirements are identified. 
 
Inaccurate and incomplete references to code criteria are a source of confusion for 
owners, designers, contractors and code officials. Correcting such references assists with 
the interpretation and understanding of provisions of the code. 
 
This SFM proposed amendment is editorial only. This SFM proposed amendment does not 
establish a new requirement. 
 
[Related Sections in Part 2, California Building Code] 
907.1, 907.2, 907.5.2.3.4, 907.5.2.4, 907.5.2.5 
 

Item 9-23 

Chapter 9, Fire Protection And Life Safety Systems, Section 907.5.1 Alarm activation 

and annuniciation 
 

To coincide with the renumbering of sections of the 2021 edition of the International Fire 
Code, the SFM proposed amendment renumbers CFC Section 907.5.1 to Section 
907.5.1.1. SFM does not approve fire alarm system functions that delay the activation or 
transmission of fire alarm signals in a Group I-2, I-2.1 or R-2.1 occupancy. 
 
Related Sections in Part 2, California Building Code 907.1, 907.2, 907.5 
 
 
 

Item 9-24 

Chapter 9, Fire Protection And Life Safety Systems, Section 907.5.2.1 Audible 

Alarms 
 

The SFM proposes to renumber California amendments based on changes in the model 
code. 
 
Related Sections in Part 2, California Building Code 308.3, 907.1, 907.2, 907.5, 907.5.2.5 
 
SFM proposed amendment deletes IBC references to Group I-2 conditions modifying 
Group I-2 occupancies noted in Exceptions of Section 907.5.2.1. The SFM proposed 
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amendment corrects the referenced section number in Section 907.5.2.1 for Group I-2 
audible devices. The SFM proposed amendment deletes reference to CBC Section 
907.2.6, Exception 2. The SFM proposed amendment identifies suites as care suites and 
deletes units from the text. 
 
In the charging statement of CBC Section 907.5.2.1, the CBC Section referencing the CBC 
Section containing audible alarm requirements for Group I-2 occupancies is incorrectly 
noted as Section 907.6.6. The SFM proposed amendment corrects the reference from 
907.6.6 to 907.5.2.5. 
 
In accordance with CBC Section 308.3, conditions modifying Group I-2 occupancies are 
not used in the CBC. Where it appears in CBC Section 907.5.2.1 exceptions 1 and 2, the 
SFM proposed amendment deletes references to condition 2. Conditions modifying Group 
I-2 occupancies are not part of the CBC. 
 
Where it appears in CBC Section 907.5.2.1 exceptions 1 and 2, the SFM proposed 
amendment deletes references to IBC Section 907.2.6, Exception 2. IBC Section 907.2.6 
is not adopted by the California Building Code. The subject matter of IBC Section 907.2.6, 
Exception 2 is addressed in the CBC by Section 907.5.2.5. Where it occurs in CBC 
Section 907.5.2.1, the SFM proposed amendment replaces references to IBC Section 
907.2.6, Exception 2 with references to CBC Section 907.5.2.5. 
 
The California Building Code, Section 202 includes provisions identifying two Group I-2 
suite categories, care suites and nonpatient-care suites. The International Building Code 
defines only Group I-2 care suites. New language in the 2021 IBC added units to the 
scope of the provisions of CBC Section 907.5.2.1 Exception 2. Neither the IBC nor the 
CBC defines the meaning of unit. The SFM proposed amendment revises CBC Section 
907.5.2.1 Exception 2 is necessary in order to specify the provisions of the exception are 
applicable only to care suites. The provisions are not applicable to nonpatient-care suites 
or units. The SFM proposed amendment is consistent with the definitions of suites 
published in the CBC and the intent of CBC Section 907.5.2.1 as published in the 2019 
CBC. 
 
Irrelevant, inconsistent and incorrect references to inapplicable criteria are a source of 
confusion for owners, designers, contractors and code officials. Deleting or correcting such 
references assists in the interpretation, understanding and application of provisions of the 
code. 
 
 

Item 9-25 

Chapter 9, Fire Protection And Life Safety Systems, Section 905.2.1.4 Audible alarm 

signal 
 

The SFM proposes to renumber California amendments based on changes in the model 
code. 
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Item 9-26 

Chapter 9, Fire Protection And Life Safety Systems, Section 907.5.2.3 Visible 

Arlarms 
 

The SFM proposes to modify and amend section 907.5.2.3. 
 
Related Sections in Part 2, California Building Code 308.3, 907.1, 907.2, 907.5, 907.5.2.5 
 
SFM proposed amendment deletes IBC references to Group I-2 conditions modifying 
Group I-2 occupancies noted in the Exception 5 of Section 907.5.2.3. The SFM proposed 
amendment deletes reference to CBC Section 907.2.6, Exception 2. The SFM proposed 
amendment identifies suites as care suites and deletes units from the text. 
 
In accordance with CBC Section 308.3, conditions modifying Group I-2 occupancies are 
not used in the CBC. Where it appears in CBC Section 907.5.2.3 exception 2, the SFM 
proposed amendment deletes references to condition 2. Conditions modifying Group I-2 
occupancies are not part of the CBC. 
 
Where it appears in CBC Section 907.5.2.3 exception 5, the SFM proposed amendment 
deletes references to IBC Section 907.2.6, Exception 2. IBC Section 907.2.6 is not 
adopted by the California Building Code. The subject matter of IBC Section 907.2.6, 
Exception 2 is addressed in the CBC by Section 907.5.2.5. Where it occurs in Section 
907.5.2.3, the SFM proposed amendment replaces references to IBC Section 907.2.6, 
Exception 2 with references to CBC Section 907.5.2.5. 
 
The California Building Code, Section 202 includes provisions identifying two Group I-2 
suite categories, care suites and nonpatient-care suites. The International Building Code 
defines only Group I-2 care suites. New language in the 2021 IBC added units to the 
scope of the provisions of CBC Section 907.5.2.1 Exception 2. Neither the IBC nor the 
CBC defines the meaning of unit. The SFM proposed amendment revises CBC Section 
907.5.2.3 Exception 5 is necessary in order to specify the provisions of the exception are 
applicable only to care suites. The provisions are not applicable to nonpatient-care suites 
or units. The SFM proposed amendment is consistent with the definitions of suites 
published in the CBC and the intent of CBC Section 907.5.2.3 as published in the 2019 
CBC. 
 
Irrelevant, inconsistent and incorrect references to inapplicable criteria are a source of 
confusion for owners, designers, contractors and code officials. Deleting or correcting such 
references assists in the interpretation, understanding and application of provisions of the 
code 
 
[Related Sections in Part 2, California Building Code] 
308.3, 907.1, 907.2, 907.5, 907.5.2.5 
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Item 9-27 

Chapter 9, Fire Protection And Life Safety Systems, Section 907.6.4.4 Notification 

zoning Schools 

 
The SFM proposes to correct a reference number. 
 
Related Sections in Part 2, California Building Code 308.3, 907.1, 907.2, 907.2.12 
 
Fire alarm requirements for high-rise buildings are located in CBC Section 907.2.12.  
 
SFM proposed amendment corrects a reference to a section number in the  
CBC. 
 
The SFM proposed amendment corrects CBC Section 907.6.4.4 Exception 1 reference to 
high-rise building requirements incorrectly identified as Section 907.2.13. The correct 
reference is 907.2.12. The SFM proposed amendment is editorial only. This SFM 
proposed amendment does not establish a new requirement. 
 
Incorrect references to inapplicable criteria are a source of confusion for owners, 
designers, contractors and code officials. Correcting such references assists in the 
interpretation, understanding and application of provisions of the code 
 
[Related Sections in Part 2, California Building Code] 
308.3, 907.1, 907.2, 907.2.12 
 
 

Item 9-28 

Chapter 9, Fire Protection And Life Safety Systems, Section 907.6.6.3 Group E 

Schools 
 

The SFM proposes to renumber section 907.6.6.3 based on changes to the model code. 
 
 

SECTION 908 
EMERGENCY ALARM SYSTEMS 

 

Item 9-29 

Chapter 9, Fire Protection And Life Safety Systems, Section 908.4 Carbon dioxide 

Enrichment Systems 
 

The SFM proposes to renumber section 907.6.6.3 based on changes to the model code. 
 

 
SECTION 911 

EXPLOSION CONTROL 
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Item 9-30 

Chapter 9, Fire Protection And Life Safety Systems, Section 911.1 General 
 

The SFM proposes to repeal California amendment and replace with model code 
language. 

 

Item 9-31 

Chapter 9, Fire Protection And Life Safety Systems, Table 911.1 Explosion Control 

Requirements 
 

The SFM proposes to repeal California amendment and replace with model code 
language. 

 

Item 9-32 

Chapter 9, Fire Protection And Life Safety Systems, Table 911.4 Deflagration Venting 
 

The SFM proposes to repeal California amendment and replace with model code 
language. 
 

SECTION 913 
FIRE PUMPS 

 

Item 9-33 

Chapter 9, Fire Protection And Life Safety Systems, Section 913.1 General 
 

The SFM proposes to amend Section 913.1 to correlate the exception reference section to 
the applicable California Residential Code section number. 

 
 

Item 9-34 

Chapter 9, Fire Protection And Life Safety Systems, Section 913.1 General 
 

The SFM proposes to repeal California amendments that reference Sections that are no 
longer applicable, relevant or exist. 
 
 

SECTION 914 
FIRE PROTECTION BASED ON SPECIAL DETAILED  

REQUIREMENTS OF USE AND OCCUPANCY 
 

Item 9-35 

Chapter 9, Fire Protection And Life Safety Systems, Section 914.3.1.2 Water Supply 

to Required Fire Pumps 
 

The SFM proposes to amend Section 914.3.1.2 to correlate with amendments made to the 
California Building Code in the 2019 Intervening Code Cycle. This change was part of the 
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Tall Wood work group. The California Amendment is to address the requirement for all 
High-rise buildings without regard to the construction type. 
 
 

Item 9-36 

Chapter 9, Fire Protection And Life Safety Systems, Section 914.7 Special 

Amusement Areas 
 

The SFM proposes to carry forward existing California amendments and repeal and 
replace with model code language. 
 
 

Item 9-37 

Chapter 9, Fire Protection And Life Safety Systems, Section 914.7.1 Automatic 

Sprinkler System 
 

The SFM proposes to carry forward existing California amendments and repeal and 
replace with model code language. 
 
 

Item 9-38 

Chapter 9, Fire Protection And Life Safety Systems, Section 914.7.2 Fire Alarm 

System 
 

The SFM proposes to carry forward existing California amendments and repeal and 
replace with model code language. 
 
 

Item 9-39 

Chapter 9, Fire Protection And Life Safety Systems, Section 916 Gas Detection 

Systems 
 

The SFM proposes to repeal California amendments and replace with model code 
language. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 10 
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MEANS OF EGRESS 
 

Item 10-1 

Chapter 10, Means Of Egress 

 
The SFM proposes to adopt Chapter 10 and carry forward existing amendments. 
Modifications are shown below. 

 

Item 10-2 

Chapter 10, Means Of Egress 

 
The SFM proposes an editorial change to get the term townhouse out of parentheses and 
eliminate the preceding text that describes what a townhouse is. 
 
 
 
 

SECTION 1003 
GENERAL MEANS OF EGRESS 

Item 10-3 

Chapter 10, Means Of Egress 

 
The SFM proposes repeal California amendment to exception 1 and adopt model code 
language. 
 

 
SECTION 1005 

MEANS OF EGRESS SIZING 
 

Item 10-4 

Chapter 10, Means Of Egress 

 
The SFM proposes delete model code language. 
 
SFM proposed amendment deletes the exception to IBC Section 1005.7.2. 
 
In accordance with CBC Section 308.3, conditions modifying Group I-2 occupancies are 
not used in the CBC. IBC Section 407.4.3 is not adopted by the CBC. 
 
The CBC Exception to Section 1005.7.2 modifies projection requirements for Group I-2 
Condition 1 occupancies in accordance with IBC Section 407.4.3. Because conditions 
modifying Group I-2 occupancies are not used in the CBC and the referenced Section 
407.4.3 is not adopted by the CBC, the SFM proposed amendment deletes the exception 
to CBC Section 1005.7.2. This SFM proposed amendment does not establish a new 
requirement. 
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Irrelevant, inconsistent and incorrect references to inapplicable criteria are a source of 
confusion for owners, designers, contractors and code officials. Deleting or correcting such 
references assists in the interpretation, understanding and application of provisions of the 
code. 
 
[Related Sections in Part 2, California Building Code] 
308.3, 407.1, 407.4.3 Reserved, 1001.1, 1001.2, 1003.1, 1003.3.3, 1003.3.3.1, 1003.3.4, 
1005.1, 1005.2, 1005.7 
 
 

SECTION 1006 
NUMBERS OF EXITS AND 

EXIT ACCESS DOORWAYS 
 

Item 10-5 

Chapter 10, Means Of Egress 

 
The SFM proposes to renumber exception 3, based on changes made to the model code. 
 
 

Item 10-5 

Chapter 10, Means Of Egress 

 
CFC Table 1006.2.1 regulates spaces with one exit or exit access doorway. SFM 
proposed amendment adds footnote i to CFC Table 1006.2.1. 
 
CBC Table 1006.2.1 regulates spaces with one exit or exit access doorway. SFM 
proposed amendment adds footnote i to CBC Table 1006.2.1. 
 
In accordance with CBC Section 903.2.6 and Health and Safety Code Section 13113(d), 
many existing Group I-2 occupancies located in Type 1A construction do not require fire 
sprinkler protection. SFM proposed amendment adds footnote i to CBC Table 1006.2.1 to 
indicate that existing Group I-2 occupancies located in Type 1A construction do not require 
fire sprinkler protection when in compliance with Health and Safety Code Section 
13113(d). 
 
Because CBC Table 1006.2.1 is intended to regulate new construction, the IBC 
designation NP in the without sprinkler system column indicates that an unsprinklered 
Group I-2 is not permitted. For remodels in existing construction, the NP designation is 
misleading. Existing unsprinklered Group I-2 occupancies are frequently remodeled. In 
accordance with Health and Safety Code Section 13113(d), these facilities should continue 
to be permitted. This SFM proposed amendment identifies existing requirements. This 
SFM proposed amendment does not establish a new requirement. 
 
Inconsistent and incorrect provisions to construction criteria are a source of confusion for 
owners, designers, contractors and code officials. Deleting or correcting such information 
assists in the interpretation, understanding and application of provisions of the code. 
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[Related Sections in Part 2, California Building Code] 
903.2.6, 1001.1, 1003.1, 1004, 1006 
 
 
 

Item 10-6 

Chapter 10, Means Of Egress 

 
The SFM proposes to correlate and simplify the egress requirements for refrigerated 
rooms and associated machinery rooms. 
 
 

Item 10-7 

Chapter 10, Means Of Egress 

 
The SFM proposes to add Section 1006.2.2.8 which maintains the clear egress 
requirements for Group I-4 occupancies. This corresponds with Table 1006.2.1 for all I-4 
occupancies. 
 

SECTION 1008 
MEANS OF EGRESS ILLUMINATION 

  

Item 10-8 

Chapter 10, Means Of Egress 

 
SFM proposed amendment deletes item 7 from the list of areas in Section 1008.3.2. 
 
The scope of CBC Section 1008.3.2 identifies areas where emergency power is required 
for egress illumination. CBC Section 1008.3.2 includes an enumerated list of where 
emergency power is required for egress illumination. 
 
SFM proposed amendment deletes item 7 from the list of areas in Section 1008.3.2. 
 
A publishing error inadvertently placed an SFM amendment to NFPA 72 concerned with 
patient room smoke detectors in the enumerated list included in CBC Section 1008.3.2 
regulating egress illumination as CBC Section 1008.3.2 Item 7. The SFM proposed 
amendment deletes Item 7 from CBC Section 1008.3.2. This SFM proposed amendment 
does not establish a new requirement. 
 
Improperly located information is a source of confusion for owners, designers, contractors 
and code officials. Deleting or correcting such references assists in the interpretation, 
understanding and application of provisions of the code. 
 
[Related Sections in Part 2, California Building Code] 
Chapter 35 Referenced Standards, NFPA 72 National Fire Alarm and Signaling Code, as 



STATE OF CALIFORNIA 
BUILDING STANDARDS COMMISSION 

 

 
BSC TP-106 (Rev. 10/20) ISOR May 1, 2021 
Rulemaking File SFM 02/21 - Part 2 – 2021 Triennial Code Cycle  Part 2 ISOR 
State Fire Marshal Page 70 of 102 
 

amended  
 
 

SECTION 1009 
ACCESSIBLE MEANS OF EGRESS 

 

Item 10-9 

Chapter 10, Means Of Egress 

 
The SFM proposes to amend California amendment to reflect changes made in the model 
code based on revisions made in the 2017 ICC A117.1 document. 
 

 

Item 10-10 

Chapter 10, Means Of Egress 

 
The SFM proposes to amend in coordination with OSHPD. 
 
The SFM proposed amendment to California Building Code, Section 1009.12 indicates the 
scope of the provision also includes two-way communication systems and updates the 
reference to NFPA 72. This Section was originally located in Chapters 11A and 11B of the 
California Building Code. The Section was relocated to Section 1007 in the 2007 edition of 
the California Building Code. Prior to the 2007 edition of the CBC, this section was located 
in Chapters 11A and 11B. In the 2004 edition of the CBC, the section immediately followed 
the provisions for two-way communication and areas for evacuation assistance; therefore, 
the intent that this section was concerned with two-way communication was readily 
apparent. Standards for the design and installation of area of refuge communication 
systems were first included in the 2010 edition of NFPA 72. Prior to 2010, there was no 
reference to two-way communication systems complying with NFPA 72. 
 
In the scope of CBC Section 1009.12, the SFM proposed amendment includes two-way 
communication systems. The SFM proposed amendment indicates that Section 1009.12 is 
applicable to alarms, emergency warning systems and two-way communication systems 
as originally intended. The SFM proposed amendment also acknowledges that standards 
for the design and installation of two-way communication systems are now included in 
NFPA 72. The SFM proposed amendment coordinates existing requirements with updates 
to current format and text in the California Building Code and information in NFPA 72 
National Fire Alarm and Signaling Code. The SFM proposed amendment does not 
establish a new requirement. 
 
Inconsistent and incomplete descriptions related to the scope of provisions to construction 
criteria are a source of confusion for owners, designers, contractors and code officials. 
correcting such information assists in the interpretation, understanding and application of 
provisions of the code. 
 
[Related Sections in Part 2, California Building Code] 
1001.1, 1003.1, 1004, 1006, 1007 
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SECTION 1010 
DOORS, GATES AND TURNSTILES 

 

Item 10-11 

Chapter 10, Means Of Egress 

 
The SFM proposes to amend in coordination with OSHPD. 
 
The SFM proposed amendment identifies that the minimum clear width required for one 
leaf of a pair of doors in Group I-2 or I-2.1 is 44 inches (1118 mm). 
 
The SFM proposed amendment provides in CBC Section 1010.1.1, requirements for 
determining the minimum clear opening width of Group I-2 or I-2.1 doors used for the 
movement of beds and stretcher patients. The format of the SFM proposed amendment is 
identical to similar provisions identified in CBC Section 1010.1.1 for determining the 
minimum clear opening width of other doors.  
 
The SFM amendment corrects the sentence structure of the paragraph that could 
otherwise be misleading. The SFM proposed amendment adds a sentence to CBC Section 
1010.1.1 that requires the clear opening width of doors in Group I-2 or I-2.1 
accommodating the movement of bed or stretcher patients be measured in the same 
manner as other doors. It has always been the intent to measure the clear opening width 
required for Group I-2 or I-2.1 doors used for the movement of beds and stretcher patients 
in the manner described in the SFM proposed amendment. The SFM proposed 
amendment is editorial. The SFM proposed amendment does not establish a new 
requirement. 
 
Inconsistent and incomplete descriptions related to the scope of provisions to construction 
criteria are a source of confusion for owners, designers, contractors and code officials. 
correcting such information assists in the interpretation, understanding and application of 
provisions of the code. 
 
[Related Sections in Part 2, California Building Code] 
1001.1, 1003.1, 1004, 1006, 1007, 1009, 1010, 1010.2.6 
 

Item 10-12 

Chapter 10, Means Of Egress 

 
The SFM proposes to amend in coordination with OSHPD. 
 
 

Item 10-13 

Chapter 10, Means Of Egress 
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The SFM proposes to amend in coordination with OSHPD. 
 
The SFM proposed amendment revises language in Exception 5 of the 2021 edition of IBC 
Section 1010.2.5. Exception 5 permits self-latching edge or surface mounted bolts on the 
inactive leaf of pairs of doors serving Group I-2 patient care rooms. The provisions of 
Exception 5 are concerned with the operation of door hardware on egress doors. The 
provisions of Exception 5 are often misconstrued to be concerned with opening protection 
issues. The intent of Exception 5 is often confused with provisions of CBC Section 407.3.1 
which require positive latching and CBC Section 1010.2.4.4 and NFPA 101, Section 
18.2.3.7(4)(c) which on some occasions, require automatic flush bolts. CBC Section 
1010.1.1 contains related information regarding minimum clear opening width 
requirements for doors and pairs of doors located in Group I-2 occupancies. 
 
The SFM proposed amendment reorganizes the provisions of CBC Section 1010.2.5 
Exception 5 to affirm the intent of Exception 5 is to permit self-latching hardware on 
inactive leaves when the inactive leaf is not needed to provide the minimum clear opening 
width required by CBC Section 1010.1.1 and provides a reference to CBC Section 
1010.1.1 regarding minimum clear opening width requirements for doors and pairs of 
doors located in Group I-2 occupancies. 
 
Additional editing associated with reformatting CBC Section 1010.2.5 Exception 5 and a 
reference to existing clear door opening width requirements published in CBC Section 
1010.1.1 assures that costly hardware installations can be avoided when such hardware is 
not needed. This SFM proposed amendment does not establish a new requirement. 
 
Inconsistent and incomplete descriptions related to the scope of provisions to construction 
criteria are a source of confusion for owners, designers, contractors and code officials. 
correcting such information assists in the interpretation, understanding and application of 
provisions of the code. 
 
[Related Sections in Part 2, California Building Code] 
1001.1, 1003.1, 1004, 1006, 1007, 1009, 1010, 1010.1.1 
 
 

Item 10-14 

Chapter 10, Means Of Egress 

 
The SFM proposes to renumber based on model code language. 
 
 

Item 10-15 

Chapter 10, Means Of Egress 

 
The SFM proposes to carry forward existing amendments to Section 1010.1.14 in 
coordination with OSHPD. 
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Item 10-16 

Chapter 10, Means Of Egress 

 
The SFM proposes to carry forward exiting amendments and modify as shown below. 
 
 
 

Item 10-17 

Chapter 10, Means Of Egress 

 
The SFM proposes to amend in coordination with OSHPD. 
 
In accordance with CBC Section 308.3, conditions modifying Group I-2 occupancies are 
not used in the CBC. CEC Section 517.30 and CEC Section 517.41 do not permit Group I-
2 exit sign illumination powered by unit equipment batteries only. 
 
In CBC Section 1013.6.3, the SFM proposed amendment deletes the reference to 
condition 2 modifying Group I-2 occupancies. The provisions of CBC Section 1013.6.3 
suggest that battery powered exit signs are acceptable in some Group I-2 occupancies. 
This is not the case. In accordance with CEC 517.30 and CEC 517.41, battery powered 
exit signs are not permitted in any Group I-2 occupancy. The SFM proposed amendment 
does not establish a new requirement. 
 
References to inapplicable criteria and provisions in conflict with other provisions of 
adopted code are a source of confusion for owners, designers, contractors and code 
officials. Correcting such references and eliminating conflicting provisions assists in the 
interpretation, understanding and application of provisions of the code. 
 
[Related Sections in Part 2, California Building Code] 
308.3, 407.11, 1001.1, 1003.1, 1004, 1006, 1007, 1009, 1010, 1013 
 
 

Item 10-18 

Chapter 10, Means Of Egress 

 
SFM proposed amendment revises CBC Table 1020.2 to indicate that Group I-2 and 
Group I-2.1 occupancies require a 1-hour fire resistance rated corridor. 
 
CBC Table 1020.2 identifies when corridors shall have a fire-resistance rating. 
 
CBC Section 407.3 requires Group I-2 and I-2.1 corridor walls be constructed as one-hour 
fire-resistance rated fire partitions in accordance with CBC Section 708. 
 
SFM proposed amendment revises CBC Table 1020.2 to indicate that Group I-2 and 
Group I-2.1 occupancies require a 1-hour fire resistance rated corridor. This is in 
accordance with CBC Section 407.3 and Section 708. The SFM proposed amendment 
eliminates requirements in CBC Table 1020.2 that are in disagreement with the 
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requirements of CBC Section 407.3 and Section 708. The SFM proposed amendment 
coordinates the requirements of the table with adopted provisions located elsewhere in the 
code. This SFM proposed amendment does not establish a new requirement. 
 
Including subject matter in the code that is inaccurate and in conflict with adopted 
provisions of the code is misleading, confusing and frustrating for owners, designers, 
contractors and code officials. Correcting incorrect and conflicting information assists in the 
interpretation, understanding and application of provisions of the code. 
  
[Related Sections in Part 2, California Building Code] 
407.1, 407.3, 708, 1001.1, 1003, 1004, 1020  
 

Item 10-19 

Chapter 10, Means Of Egress 

 
Additional provisions regulating Group I-2 corridor widths are located in CBC Section 
1224.4.7.1. In the eighth (last) row of CBC Table 1020.3 regulating the width of corridors 
serving nonambulatory persons, the SFM proposed amendment includes the addition of 
footnote a. 
 
CBC Section 1224.4.7.1 requires the minimum width of corridors and hallways shall be 8 
feet (2438 mm). The Exception to CBC Section 1224.4.7.1 permits patient-care corridors 
and hallways in hospitals for psychiatric care of patients who are not bedridden shall have 
a minimum clear and unobstructed width of 6 feet (1829 mm). For the purposes of this 
section, bedridden patients shall be defined as patients confined to beds who would be 
transported or evacuated in beds or litters. 
 
The new footnote a references CBC Section 1224.4.7.1. CBC Section 1224.4.7.1 affirms 
the dimension requirement provided in row eight of Table 1020.3 and provides additional 
guidance when a person is considered nonambulatory or bedridden. This SFM proposed 
amendment does not establish a new requirement.  
 
When similar requirements are published in different locations in the CBC, it is a source of 
confusion for owners, designers, contractors and code officials. Providing a reference to a 
similar requirement located elsewhere in the CBC assists in the interpretation, 
understanding and application of provisions of the code. 
  
[Related Sections in Part 2, California Building Code] 
1001.1, 1003.1, 1004, 1006, 1007, 1009, 1020, 1224.4.7.1 
 
 

Item 10-20 

Chapter 10, Means Of Egress 

 
In accordance with CBC Section 308.3, conditions modifying Group I-2 occupancies are 
not used in the CBC or CFC. The SFM proposed amendment deletes a reference in CFC 
Section 1020. 5, Exception 4 to Condition 2 modifying a Group I-2. 



STATE OF CALIFORNIA 
BUILDING STANDARDS COMMISSION 

 

 
BSC TP-106 (Rev. 10/20) ISOR May 1, 2021 
Rulemaking File SFM 02/21 - Part 2 – 2021 Triennial Code Cycle  Part 2 ISOR 
State Fire Marshal Page 75 of 102 
 

 
In accordance with CBC Section 308.3, conditions modifying Group I-2 occupancies are 
not used in the CBC. The SFM proposed amendment deletes a reference in CBC Section 
1020. 5, Exception 4 to Condition 2 modifying a Group I-2. 
 
Group I-2.1 is not an IBC occupancy category. Group I-2.1 is not included in the 
requirements contained in CBC Section 1020.5, Exception 4. The SFM proposed 
amendment adds Group I-2.1 occupancies to the scope of CBC Section 1020.5, Exception 
4. 
 
The SFM amendment does not adopt new 2021 IBC provisions included in IBC Section 
1020.5 Exception 4 that increase the length of a dead-end corridor in a Group I-2 or a 
Group I-2.1 to 30 feet in length when fire sprinkler protection is not provided.  
 
CBC Section 1020.5 limits the length of a dead-end corridor to not more than 20 feet. New 
IBC provisions provided in CBC Section 1020. 5, Exception 4 permit a dead-end corridor in 
a Group I-2 30 feet in length. The SFM proposed amendment to CBC Section 1020.5 
Exception 4 requires fire sprinkler protection throughout a building before dead-end 
corridors are permitted to be increased from 20 feet to 30 feet in length. The IBC 
provisions regulate new construction and therefore contemplate that Group I occupancies 
constructed in accordance with the 2021 edition of the IBC will, in accordance with other 
provisions of the IBC, be protected by fire sprinkler systems. When fire sprinkler protection 
is not provided, as would be the case with Group I-2 buildings of Type I-A construction in 
existence March 4,1972, in accordance with the California Health and Safety Code Section 
13113(d), it is not the intent to increase the permitted length of dead-end corridors. It is the 
expectation of IBC Section 1020.5 exception 4 that dead-end corridors up to 30 feet in 
length will be located in new construction in buildings protected by a fire sprinkler system. 
This concern is applicable only to existing Group I-2 and I-2.1 facilities not protected by a 
fire sprinkler system originally constructed in accordance with the provisions permitting 
dead-end corridors no greater than 20 feet in length, when such facilities are remodeled. 
The SFM amendment affirms that in accordance with CBC Section 1020.5, modifications 
to floor plans in existing facilities not protected by a fire sprinkler system shall continue to 
limit the length of dead-end corridors to not exceed 20 feet. This SFM proposed 
amendment does not establish a new requirement for new construction. 
 
Typically, requirements in the California Building Code and International Building Code are 
concerned with new construction. There are; however, occasions when the provisions of 
California law include requirements that effect construction in existing facilities. When it 
occurs, it is helpful to amend such requirements in order to indicate when requirements for 
existing construction vary from those applicable to new construction. Including subject 
matter in the code that is inaccurate and in conflict with adopted provisions of the code is 
misleading, confusing and frustrating for owners, designers, contractors and code officials. 
Correcting incorrect and conflicting information assists in the interpretation, understanding 
and application of provisions of the code. 
 
[Related Sections in Part 2, California Building Code] 
308.3, 903.2.6, 1001.1, 1003.1, 1004, 1006, 1007, 1009, 1020, 1021 
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Item 10-21 

Chapter 10, Means Of Egress 

 
The SFM proposes to carry forward existing amendments incorporated within new model 
code language. 
 
 
 

Item 10-22 

Chapter 10, Means Of Egress 

 
SFM proposed amendment relocates an exit provision from the exit access section of the 
CBC to the exit section of the CBC and revises the reference to Section 407.  
 
CBC Section 1016.2.2 is located in the exit access section of Chapter 10 of the CBC; 
however, CBC Section 1016.2.2 is an exit requirement. CBC Section 1016.2.2 references 
CBC Section 407 for additional requirements. A more complete reference would be 
Section 407.4.1.2. 
 
The SFM proposed amendment relocates the basement exit requirement of CBC Exit 
Access Section 1016.2.2 to CBC Exit Section 1022.3 and revises the reference to CBC 
Section 407 to CBC Section 407.4.1.2. 
 
The SFM proposed amendment is editorial only. This SFM proposed amendment does not 
establish a new requirement. 
 
The placement of subject matter in improper locations of the code is a source of confusion 
and frustration for owners, designers, contractors and code officials. Correcting such 
placement assists in the interpretation, understanding and application of provisions of the 
code. 
 
[Associated Sections in Part 2, California Building Code] 
1022.3(New) 
 
[Related Sections in Part 2, California Building Code] 
407.4.1.2, 1001.1, 1003.1, 1006, 1007, 1009, 1010, 1016, 1022 
 

Item 10-23 

Chapter 10, Means Of Egress 

 
The SFM proposes to repeal California amendment and replace with model code 
language. 
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Item 10-24 

Chapter 10, Means Of Egress 

 
The SFM proposes to renumber based on model code changes. 

 
 

Item 10-25 

Chapter 10, Means Of Egress 

 
The SFM proposes to add maintenance and examination enforceable requirements that all 
in one place. These requirements are also in Chapter 11 for Existing Buildings. 
 
As stated in Section 1101.2, IFC Chapter 11 contains construction requirements for 
existing buildings to provide a minimum level of safety. Chapter 11 is not intended to 
contain maintenance or administrative requirements. 
Sections 1104.16.7 and 1104.16.5.1 are clearly maintenance requirements. This code 
change will relocate the fire escape maintenance requirements to Section 1032 which 
cover maintenance of means of egress. Therefore, the sections in Chapter 11 are deleted. 
Section 1032.2.1.1 already contains some fire escape maintenance provisions, so the 
maintenance requirements from Chapter 11 are relocated here. This places all the 
maintenance requirements for fire escapes in one location. 
Additionally, some jurisdictions do not adopt Chapter 11. Placing the maintenance 
requirements in Section 1032, will allow them to be applicable and enforceable for existing 
fire escapes even when Chapter 11 is not adopted. 
 
Cost Impact: The code change proposal will not increase or decrease the cost of 
construction. This simply relocates requirements from one chapter to another. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 
 

 
CHAPTER 11 
RESERVED 

CHAPTER 11A 
HOUSING ACCESSIBILITY 

Item 11A-1 
Chapter 11A, Housing Accessibility 
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The SFM proposes to not adopt Chapter 11A. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 
 

CHAPTER 11B 
ACCESSIBILITY TO PUBLIC BUILDINGS, 

PUBLIC ACCOMMODATIONS, COMMERCIAL 
BUILDINGS AND PUBLIC HOUSING 

Item 11B-1 
Chapter 11B, Accessibility To Public Buildings, Public Accommodations, 
Commercial Buildings And Public Housing 

 
The SFM proposes to not adopt Chapter 11B. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 
 

CHAPTER 12 
INTERIOR ENVIRONMENT 

Item 12-1 
Chapter 12, Interior Environment 

 
The SFM proposes to adopt only certain sections of Chapter 12. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
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Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 13 

ENERGY EFFICIENCY 
Refer to California Energy Code, Title 24, Part 6. 

 

 
CHAPTER 14 

EXTERIOR WALLS 

Item 14-1 
Chapter 14, Process Piping 

 
The SFM proposes to adopt only certain sections of Chapter 14 and carry forward existing 
amendments. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 

 
CHAPTER 15 

ROOF ASSEMBLIES AND ROOFTOP STRUCTURES 
 

Item 15-1 
Chapter 15, Roof Assemblies And Rooftop Structures 

 
The SFM proposes to adopt certain sections of Chapter 15. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 



STATE OF CALIFORNIA 
BUILDING STANDARDS COMMISSION 

 

 
BSC TP-106 (Rev. 10/20) ISOR May 1, 2021 
Rulemaking File SFM 02/21 - Part 2 – 2021 Triennial Code Cycle  Part 2 ISOR 
State Fire Marshal Page 80 of 102 
 

Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 

 
CHAPTER 16 

STRUCTURAL DESIGN 
 

Item 16-1 
Chapter 16, Structural Design 

 
The SFM proposes to not adopt Chapter 16. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 
 

CHAPTER 16A 
STRUCTURAL DESIGN 

 

Item 16A-1 
Chapter 16A, Structural Design 

 
The SFM proposes to not adopt Chapter 16A. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 
 

 
CHAPTER 17 

SPECIAL INSPECTIONS AND TESTS 
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Item 17-1 
Chapter 17, Special Inspections And Tests 

 
The SFM proposes to adopt certain sections of Chapter 17 and carry forward existing 
amendments. 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 
 

CHAPTER 17A 
SPECIAL INSPECTIONS AND TESTS 

 

Item 17A-1 
Chapter 17A, Special Inspections And Tests 

 
The SFM proposes to not adopt Chapter 17A. 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 
 

CHAPTER 18 
SOILS AND FOUNDATIONS 

 

Item 18-1 
Chapter 18, Soils And Foundations 

 
The SFM proposes to not adopt Chapter 18. 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 



STATE OF CALIFORNIA 
BUILDING STANDARDS COMMISSION 

 

 
BSC TP-106 (Rev. 10/20) ISOR May 1, 2021 
Rulemaking File SFM 02/21 - Part 2 – 2021 Triennial Code Cycle  Part 2 ISOR 
State Fire Marshal Page 82 of 102 
 

Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 18A 

SOILS AND FOUNDATIONS 
 

Item 18A-1 
Chapter 18A, Soils And Foundations 

 
The SFM proposes to not adopt Chapter 18. 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 19 
CONCRETE 

 

Item 19-1 
Chapter 19, Concrete 

 
The SFM proposes to not adopt Chapter 19. 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 
 

CHAPTER 19A 
CONCRETE 
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Item 19A-1 
Chapter 19, Concrete 

 
The SFM proposes to not adopt Chapter 19A. 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 
 
 

CHAPTER 20 
ALUMINUM 

 

Item 20-1 
Chapter 20, Aluminum 

 
The SFM proposes to not adopt Chapter 20. 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 21 
MASONRY 

Item 21-1 
Chapter 21, Masonry 

 
The SFM proposes to adopt existing and carry forward SFM amended Section 2113.9.2 of 
Chapter 21. 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
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Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 
 

CHAPTER 21A 
MASONRY 

 

Item 21A-1 
Chapter 21A, Masonry 

 
The SFM proposes to not adopt Chapter 21A. 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 
 

CHAPTER 22 
STEEL 

 

Item 22-1 
Chapter 22, Steel 

 
The SFM proposes to not adopt Chapter 22. 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 22A 

STEEL 
 

Item 22A-1 
Chapter 22A, Steel 
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The SFM proposes to not adopt Chapter 22A. 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 23 

WOOD 
 

Item 23-1 
Chapter 23, Wood 

 
The SFM proposes to adopt Sections 2303.2 – 2303.2.9 of Chapter 23. 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 24 

GLASS AND GLAZING 
 

Item 24-1 
Chapter 24, Glass And Glazing 

 
The SFM proposes to adopt Chapter 24. 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 
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CHAPTER 25 

GYPSUM BOARD, GYPSUM PANEL PRODUCTS AND PLASTER 
 

Item 25-1 
Chapter 25, Gypsum Board, Gypsum Panel Products And Plaster 

 
The SFM proposes to not adopt Chapter 25. 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 26 

PLASTIC 
 

Item 26-1 
Chapter 26, Plastic 

 
The SFM proposes to adopt Chapter 26. 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 27 
ELECTRICAL 

Item 27-1 

Chapter 27, Electrical 

 
The SFM proposes to adopt Chapter 27 and carry forward existing amendments and make 
the following modifications as shown below. 
 

SECTION 2702 
EMERGENCY AND STANDBY POWER SYSTEMS 
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Item 27-2 

Chapter 27, Electrical 

 
An emergency power system complying with Section 2702 shall be provided for the 
emergency power loads specified in Section 403.4.8.4. 
 
CBC Section 403.1 requires that new high-rise buildings and new Group I-2 occupancies 
having occupied floors located more than 75 feet above the lowest level of fire department 
vehicle access shall comply with Sections 403.2 through 403.7.  
 

CBC Section 403.4.8 requires a standby power system complying with Section 2702 and 
Section 3003 shall be provided for the standby power loads specified in Section 403.4.8.3. 
An emergency power system complying with Section 2702 shall be provided for the 
emergency power loads specified in Section 403.4.8.4. 
 
SFM proposed amendment includes requirements for generator fuel line protection for 
Group I-2 occupancies located more than 75 feet above the lowest level of fire department 
vehicle access. This is in accordance with CBC Section 403.1 and CBC Section 403.4.8 
requirements for such occupancies and stand by and emergency power systems. The 
SFM proposed amendment corrects an omission that failed to include Group I-2 
occupancies located more than 75 feet above the lowest level of fire department vehicle 
access in CBC Section 2702.1.2. The SFM proposed amendment coordinates a 
requirement in Section 2702.1.2 with existing provisions in CBC Sections 403.1 and 
403.4.8. This SFM proposed amendment does not establish a new requirement. 
 
The omission of significant provisions from the scope of requirements in the code is 
significantly misleading for owners, designers, contractors and code officials. Including 
within the scope, the facilities for which requirements are applicable reduces confusion for 
owners, designers, contractors and code officials. 
  
[Related Sections in Part 2, California Building Code] 
403.1, 403.4.8, 403.4.8.3, 403.4.8.4, 2702, 3003 
 

Item 27-3 

Chapter 27, Electrical, Section 2702 Emergency and Standby Power Systems, 

Section 2702.2.12.1 Group L Occupancy 

 
The SFM proposes to amend the Section 2702.2.12.1. Remembering based on changes to 
model code. 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
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25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 28 

MECHANICAL SYSTEMS 

Item 28-1 
Chapter 28, Mechanical Systems 

 
The SFM proposes to adopt Chapter 28 and carry forward existing amendments. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 29 

PLUMBING SYSTEMS 
 

Item 29-1 
Chapter 29, Plumbing Systems 

 
Not adopted by the State of California. The SFM proposes to not adopt Chapter 29. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 30 

ELEVATORS AND CONVEYING SYSTEMS 
 

Item 30-1 
Chapter 30, Elevators And Conveying Systems 

 
The SFM proposes to adopt Chapter 30 and carry forward existing amendments. 
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Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 31 

SPECIAL CONSTRUCTION 

Item 31-1 
Chapter 31, Special Construction 

 
The SFM proposes to adopt certain sections of Chapter 30 and carry forward existing 
amendments. 
 

Item 31-2 
Chapter 31, Special Construction 

 
The primary purpose of this proposal is to establish appropriate fire testing and listing 
criteria for overhead photovoltaic (PV) support structures that could have people or 
vehicles in the space beneath them. Sometimes referred to as “solar shade structures,” 
they are most commonly constructed over vehicle parking spaces of surface parking lots, 
are sometimes built on the uppermost level of parking garages, but could be built in a 
variety of locations with or without cars parked beneath. 
 
Overhead PV structures are referenced in 2021 IBC Section 1607.14.4, and in 2019 
California Building Code Section 503.1, but without any definitions. 
In 2021 IBC Section 1607.14.4.3, these structures are described as “Structures with open 
grid framing and without a roof deck or sheathing supporting photovoltaic panel systems.” 
 
In 2019 California Building Code Section 503.1, Exception 2, these structures are 
described as: “… solar photovoltaic panels supported by a structure with no use 
underneath…” In Exception 3, there is a more-specific description by location: “… solar 
photovoltaic panels supported by a structure over parking stalls …” 
 
Ground-mounted photovoltaic panel systems are referenced in the 2021 I-codes, in IBC 
Sections 1607.4.4 and 3111.3.5; in IRC Section R324.7; and in IFC Section 1205.5. 
 
For the proposed definition of Elevated PV Support Structure note the minimum height 
threshold of 7’-6” is consistent with IBC 1003.2. 
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Most PV panels in the marketplace have been fire tested and assigned a “type rating” in 
accordance with UL 1703. However, some PV panels might not have that fire testing, and 
could be marked “not fire rated.” This proposal clarifies that PV panels marked “not fire 
rated” cannot be used on elevated/overhead PV structures that could have people or cars 
beneath them, with or without a full roof assembly. 
 
Where elevated PV structures have PV panels mounted over open-grid framing with no 
roof deck or sheathing cannot achieve a “fire classification” because there is no 
combustible roof covering to ignite in a UL 2703 spread-of-flame or burning brand test. 
Therefore, it is sufficient protection to install only type-rated modules. The same is true 
when PV panels are installed directly over noncombustible metal sheathing without a 
stand-off mounting system. Where elevated PV structures have a roof assembly and PV 
panels are rooftop mounted over that roof assembly, then those structures must have 
a fire classification according to Section 1505.9. There are several different stakeholder 
groups that will benefit from this proposal. 
 
This proposal was prepared by the Sustainable Energy Action Committee (SEAC), a forum 
for all stakeholders (including, but not limited to, AHJs, designers, engineers, contractors, 
first responders, manufacturers, suppliers, utilities, and testing labs) to collaboratively 
identify and find solutions for issues that affect the installation and use of solar energy 
systems, energy storage systems, demand response, and energy efficiency. The 
purpose is to facilitate the deployment and use of affordable, clean and renewable energy 
in a safe, efficient, and sustainable manner. All recommendations from SEAC are 
approved by diverse stakeholders through a consensus process. 
 
Cost Impact: The code change proposal will not increase or decrease the cost of 
construction. It encourages the use of solar without adversely impacting safety. 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 31A 

SYSTEMS FOR WINDOW CLEANING OR 
EXTERIOR BUILDING MAINTENANCE 

 
See Title 8, California Code of Regulations, Division 1, Chapter 4, Subchapter 7, 

General Industry Safety Orders, Group 1, Articles 5 and 6. 
 

 
CHAPTER 31B 
PUBLIC POOLS 
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Item 31B-1 
Chapter 31B, Public Pools 

 
The SFM proposes to not adopt Chapter 31B. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 31C 

RADIATION 
 

Item 31C-1 
Chapter 31C, Radiation 

 
The SFM proposes to not adopt Chapter 31C. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 31D 

FOOD ESTABLISHMENTS 
 

Item 31D-1 
Chapter 31D, Food Establishments 

 
The SFM proposes to not adopt Chapter 31D. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
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1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 31E 

RESERVED 
 

CHAPTER 31F 
MARINE OIL TERMINALS 

 

Item 31F-1 
Chapter 31F, Marine Terminals 

 
The SFM proposes to not adopt Chapter 31F. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 32 

ENCROACHMENTS INTO THE PUBLIC RIGHT-OF-WAY 
 

Item 32-1 
Chapter 32, Encroachments Into The Public Right-Of-Way 

 
The SFM proposes to adopt Chapter 32. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
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Code Sections 4201 through 4204 
 

CHAPTER 32 
ENCROACHMENTS INTO THE PUBLIC RIGHT-OF-WAY 

 

Item 32-1 
Chapter 32, Encroachments Into The Public Right-Of-Way 

 
The SFM proposes to adopt Chapter 32. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 

 
CHAPTER 33 

SAFEGUARDS DURING CONSTRUCTION 
 

Item 33-1 
Chapter 33, Safeguards During Construction 

 
The SFM proposes to adopt Chapter 33. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 
 

CHAPTER 34 
RESERVED 

 
CHAPTER 35 

REFERENCED STANDARDS 
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Item 35-1 

Chapter 35, Referenced Standards 

 
The SFM proposes to adopt Chapter 35 and carry forward existing amendments with 
modifications as shown below. 

 

Item 35-2 

Chapter 35, Referenced Standards,  ASTM F2374 Standard Practice For Design, 

Manufacture, Operation, and Maintenance Of Inflatable Amusement Devices 

 
This proposal introduces basic safety requirements for inflatable amusement devices also 
known as “bounce houses”.  There have been numerous reported incidents of accidents 
and injuries involving these devices caused by weather events such as sustained or wind 
gusts and/or improper set-up, anchorage or use where the “bounce house” is uplifted, 
carried away and/or overturned with children or adults inside.   
A proposal to regulate these devices was presented in the last cycle but there was concern 
regarding the difference between outdoors and indoors and permits. At the time ASTM 
F2374 was not written in a way that it could be referenced but that has changed now and it 
is in good shape (including all mandatory language). No discussion of either location or 
permits is included in this proposal. This proposal is much more compact than the earlier 
one. 
Chapter scoping section is modified to reference proposed new section. 
This new section simply adds basic fire and electrical safety requirements for the 
construction, placement and operation of portable inflatable amusement devices.  The 
section addresses safety requirements for both outdoor and indoor use of these devices. 
The electrical safety section simply refers to an existing code section 
A definition for inflatable amusement devices is also included to correlate the type of 
devices covered by these new IFC code requirements. 
The information regarding a certificate and affidavit refer to the existing sections for tents. 
 
 

Item 35-3 

Chapter 35, Referenced Standards, NFPA 10 Portable Fire Extinguishers 

 
NFPA 10-1821 
 
The SFM is proposing to update the referenced standard to correlate with the other parts 
of Title 24. The rulemaking process between the different model codes can cause conflict 
in the adoption of the latest standards. The proposal is to establish consistency within the 
parts of the California Buildings Standards Code. 
 

Item 35-4 

Chapter 35, Referenced Standards, NFPA 13 Installation of Sprinkler Systems as 

amended* 

 
NFPA 13-1922  
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The SFM is proposing to update the referenced standard to correlate with the most recent 
edition of the standard. The rulemaking process between the different model codes can 
cause conflict in the adoption of the latest standards. The proposal is to establish 
consistency within the parts of the California Buildings Standards Code. NFPA 13 National 
Standard is amended by California to align with State laws and regulations based on 
California specific topographical, climatic, and geographical issues. 
 
 

Item 35-5 

Chapter 35, Referenced Standards, NFPA 13D Standard for the Installation of 

Sprinkler Systems in One- and Two-family Dwellings and Manufactured Homes as 

amended* 

 
NFPA 13D-1922 
 
The SFM is proposing to update the referenced standard to correlate with the most recent 
edition of the standard. The rulemaking process between the different model codes can 
cause conflict in the adoption of the latest standards. The proposal is to establish 
consistency within the parts of the California Buildings Standards Code. NFPA 13D 
National Standard is amended by California to align with State laws and regulations based 
on California specific topographical, climatic, and geographical issues. 
 
 

Item 35-6 

Chapter 35, Referenced Standards, NFPA 13R Standard for the Installation of 

Sprinkler Systems in Low-rise Residential Occupancies as amended* 

 
NFPA 13R-1922  
 
The SFM is proposing to update the referenced standard to correlate with the most recent 
edition of the standard. The rulemaking process between the different model codes can 
cause conflict in the adoption of the latest standards. The proposal is to establish 
consistency within the parts of the California Buildings Standards Code. NFPA 13R 
National Standard is amended by California to align with State laws and regulations based 
on California specific topographical, climatic, and geographical issues. 
 

Item 35-7 

Chapter 35, Referenced Standards, NFPA 14 Standard for the Installation of 

Standpipe and Hose Systems as amended* 

 
NFPA 14-19  
 
The SFM is proposing to update the referenced standard to correlate with the most recent 
edition of the standard. The rulemaking process between the different model codes can 
cause conflict in the adoption of the latest standards. The proposal is to establish 
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consistency within the parts of the California Buildings Standards Code. NFPA 14 National 
Standard is amended by California to align with State laws and regulations based on 
California specific topographical, climatic, and geographical issues. 
 

Item 35-8 

Chapter 35, Referenced Standards, NFPA 24 Installation of Private Fire Service 

Mains and Their Appurtenances as amended* 

 
NFPA 24-1619 Standard for Installation of Private Fire Service Mains and Their 
Appurtenances, as amended*  
 
The SFM is proposing to update the referenced standard to correlate with the most recent 
edition of the standard. The rulemaking process between the different model codes can 
cause conflict in the adoption of the latest standards. The proposal is to establish 
consistency within the parts of the California Buildings Standards Code. NFPA 24 National 
Standard is amended by California to align with State laws and regulations based on 
California specific topographical, climatic, and geographical issues. 
 

Item 35-9 

Chapter 35, Referenced Standards, NFPA 37 Installation and Use of Stationary 

Combustion Engines and Gas Turbines 

 
37—1518: Installation and Use of Stationary Combustion Engines and Gas Turbines 
 
The SFM is proposing to update the referenced standard to correlate with the most recent 
edition of the standard. The rulemaking process between the different model codes can 
cause conflict in the adoption of the latest standards. The proposal is to establish 
consistency within the parts of the California Buildings Standards Code. 
 

Item 35-10 

Chapter 35, Referenced Standards, NFPA 45 Standard on Fire Protection for 

Laboratories Using Chemicals (2015 Edition) 

 
45—19: Standard on Fire Protection for Laboratories Using Chemicals (2015 Edition) 
SFM proposed to delete NFPA 45, as it conflicts with California Fire Code regulations. 
 

Item 35-11 

Chapter 35, Referenced Standards, NFPA 54 National Fuel Gas Code 

 
NFPA 54—15 18 
 
The SFM is proposing to update the referenced standard to correlate with the most recent 
edition of the standard. The rulemaking process between the different model codes can 
cause conflict in the adoption of the latest standards. The proposal is to establish 
consistency within the parts of the California Buildings Standards Code. 
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Item 35-12 

Chapter 35, Referenced Standards, NFPA 72 National Fire Alarm and Signaling 

Code, as amended* 

 
NFPA 72-1922 
 
The SFM is proposing to update the referenced standard to correlate with the most recent 
edition of the standard. The rulemaking process between the different model codes can 
cause conflict in the adoption of the latest standards. The proposal is to establish 
consistency within the parts of the California Buildings Standards Code. NFPA 72 National 
Standard is amended by California to align with State laws and regulations based on 
California specific topographical, climatic, and geographical issues. 
 
SFM proposed amendment corrects a publishing error that relocates an amendment to 
NFPA 72 that was inadvertently located in the 2019 edition of the CBC Section 1008.3.2 
as Item 7.  
 
The scope of CBC Section 1008.3.2 identifies areas where emergency power is required 
for egress illumination. CBC Section 1008.3.2 includes an enumerated list of where 
emergency power is required for egress illumination. 
 
The subject of NFPA 72, Section 23.8.1.2.1 is positive alarm features. Positive alarm 
features delay the transmission of fire alarms. Positive alarm features include presignal 
features. In accordance with CBC Section 907.5.1.1, presignal features are not permitted 
in Group I-2, I-2.1 and R-2.1 occupancies. NFPA 72, Section 23.8.1.2.1 indicates that 
positive alarm features are permitted when approved by the authority having jurisdiction. 
Where they are provided, it is common practice to connect patient room smoke detectors 
to nurse call systems. The delay of nurse call signals is not permitted. The SFM proposed 
amendment does not permit a positive alarm feature associated with the operation of a 
patient room smoke detector located in a Group I-2 or R-2.1 occupancy and therefore such 
features shall not be approved. The SFM proposed amendment affirms that it is not the 
intent of the SFM to permit the delay the activation of fire alarms. 
 
This SFM proposed amendment does not establish a new requirement. 
 
Misleading information is a source of confusion for owners, designers, contractors and 
code officials. Deleting or correcting such information assists in the interpretation, 
understanding and application of provisions of the code. 
 
[Related Sections in Part 2, California Building Code] 
907.1, 907.2, 907.5.1.1 
 
[Associated Sections in Part 2, California Building Code] 
1008.3.2 Item 7(Deleted) 
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Item 35-13 

Chapter 35, Referenced Standards, NFPA 111 Standard on Stored Electrical Energy 

Emergency and Standby Power Systems 

 
NFPA 111-1619 
 
The SFM is proposing to update the referenced standard to correlate with the most recent 
edition of the standard. The rulemaking process between the different model codes can 
cause conflict in the adoption of the latest standards. The proposal is to establish 
consistency within the parts of the California Buildings Standards Code.  
 

Item 35-14 

Chapter 35, Referenced Standards, NFPA 130 Standard for Fixed Guideway Transit 

and Passenger Rail Systems 

 
NFPA 130—14 20 
The SFM is proposing to update the referenced standard to correlate with the most recent 
edition of the standard. The rulemaking process between the different model codes can 
cause conflict in the adoption of the latest standards. The proposal is to establish 
consistency within the parts of the California Buildings Standards Code.  
 
 

Item 35-15 

Chapter 35, Referenced Standards, NFPA 289 Standard Method of Fire Test for 

Individual Fuel Packages 

 
NFPA 289-1819 
 
The SFM is proposing to update the referenced standard to correlate with the most recent 
edition of the standard. The rulemaking process between the different model codes can 
cause conflict in the adoption of the latest standards. The proposal is to establish 
consistency within the parts of the California Buildings Standards Code.  
 

Item 35-16 

Chapter 35, Referenced Standards, NFPA 502 Standard for Road Tunnels, Bridges, 

and Other Limited Access Highways 

 
NFPA 502—14 20  
 
The SFM is proposing to update the referenced standard to correlate with the most recent 
edition of the standard. The rulemaking process between the different model codes can 
cause conflict in the adoption of the latest standards. The proposal is to establish 
consistency within the parts of the California Buildings Standards Code. 
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Item 35-17 

Chapter 35, Referenced Standards, NFPA 2001 Standard on Clean Agent Fire 

Extinguishing Systems 

 
2001—18: Standard on Clean Agent Fire Extinguishing Systems as amended* 

Editorial. 
APPENDICES 

 

Item A-1 
Appendices, Appendix A- H 

 
The SFM proposes to not adopt Appendix A - H. 
 

Item A-2 
Appendices, Appendix I, Patio Covers 

 
The SFM proposes to adopt Section I101-I103 of Appendix I. 
 

Item A-3 
Appendices, Appendix J-P 

 
The SFM proposes to not adopt Appendix J-P. 
 
 
Notation: 
Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 
1597.44, 1597.45, 1597.46, 1597.54, 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 
13143.6, 13146, 13210, 13211, 17921, 18949.2, 25500 through 25545, Government Code 
Section 51189, Public Education Code 17074.50 
 
Reference(s): Health and Safety Code Sections 13143, 13211, 18949.2, 25500 through 
25545, Government Code Sections 51176, 51177, 51178 and 51179, Public Resources 
Code Sections 4201 through 4204 
 

TECHNICAL, THEORETICAL, AND EMPIRICAL STUDY, REPORT, OR SIMILAR 
DOCUMENTS 

Government Code Section 11346.2(b)(3) requires an identification of each technical, 
theoretical, and empirical study, report, or similar document, if any, upon which the agency 
relies in proposing the regulation(s). 
 
The SFM did not rely on any technical, theoretical, and empirical study, report, or similar 
documents outside of those contained in this rulemaking in proposing that CBSC adopt 
said model code as a reference standard for the placement of existing SFM regulatory 
amendments for the California Building Standards Codes. 
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STATEMENT OF JUSTIFICATION FOR PRESCRIPTIVE STANDARDS 

Government Code Section 11346.2(b)(1) requires a statement of the reasons why an 
agency believes any mandates for specific technologies or equipment or prescriptive 
standards are required. 
 
The SFM believes that the amendments to the model code and additional building 
standards proposed are offered in both a prescriptive and performance base. The nature 
and format of the model code adopted by reference allow for both methods, the following is 
a general overview of the model code proposed to be adopted by reference as well as 
state modifications: 
 
This comprehensive electric code establishes minimum regulations for fire prevention and 
fire protection systems using prescriptive and performance-related provisions. It is founded 
on broad-based principles that make possible the use of new materials and new system 
designs. 
 
This code is founded on principles intended to establish provisions consistent with the 
scope of a building and fire code that adequately protects public health, safety and welfare; 
provisions that do not unnecessarily increase construction costs; provisions that do not 
restrict the use of new materials, products or methods of construction; and provisions that 
do not give preferential treatment to types or classes of materials, products or methods of 
construction. 
 
The International Building Code (IBC) provisions provide many benefits, among which is 
the model code development process that offers an international forum for building and fire 
safety professionals to discuss performance and prescriptive code requirements. This 
forum provides an excellent arena to debate proposed revisions. This model code also 
encourages international consistency in the application of provisions. 

CONSIDERATION OF REASONABLE ALTERNATIVES 

Government Code Section 11346.2(b)(4)(A) requires a description of reasonable 
alternatives to the regulation and the agency’s reasons for rejecting those alternatives.  In 
the case of a regulation that would mandate the use of specific technologies or equipment 
or prescribe specific action or procedures, the imposition of performance standards shall 
be considered as an alternate. It is not the intent of this paragraph to require the agency to 
artificially construct alternatives or describe unreasonable alternatives. 
 
The SFM has determined that no alternative considered would be more effective in 
carrying out the purpose for which the regulation is proposed or would be as effective and 
less burdensome to affected private persons than the proposed adoption by reference with 
SFM amendments. Therefore, there are no alternatives available to the SFM regarding the 
proposed adoption of this code. 

REASONABLE ALTERNATIVES THE AGENCY HAS IDENTIFIED THAT WOULD 
LESSEN ANY ADVERSE IMPACT ON SMALL BUSINESS 

Government Code Section 11346.2(b)(4)(B) requires a description of any reasonable 
alternatives that have been identified or that have otherwise been identified and brought to 
the attention of the agency that would lessen any adverse impact on small business. 



STATE OF CALIFORNIA 
BUILDING STANDARDS COMMISSION 

 

 
BSC TP-106 (Rev. 10/20) ISOR May 1, 2021 
Rulemaking File SFM 02/21 - Part 2 – 2021 Triennial Code Cycle  Part 2 ISOR 
State Fire Marshal Page 101 of 102 
 

 
The SFM has determined that no alternative considered would be more effective in 
carrying out the purpose for which the regulation is proposed or would be as effective and 
less burdensome to affected private persons than the proposed adoption by reference with 
SFM amendments. Therefore, there are no alternatives available to the SFM regarding the 
proposed adoption of this code. 

FACTS, EVIDENCE, DOCUMENTS, TESTIMONY, OR OTHER EVIDENCE OF NO 
SIGNIFICANT ADVERSE IMPACT ON BUSINESS 

Government Code Section 11346.2(b)(5)(A) requires the facts, evidence, documents, 
testimony, or other evidence on which the agency relies to support an initial determination 
that the action will not have a significant adverse economic impact on business. 
 
The SFM has determined that this proposed action will not have a significant adverse 
economic impact on business.  Health and Safety Code Section 18928 requires the SFM, 
when proposing the adoption of a model code, national standard, or specification shall 
reference the most recent edition of the applicable model code, national standard, or 
specification. Therefore, there are no other facts, evidence, documents, testimony, or other 
evidence on which the SFM relies to support this rulemaking. 

ASSESSMENT OF EFFECT OF REGULATIONS UPON JOBS AND BUSINESS 
EXPANSION, ELIMINATION OR CREATION 

Government Code Sections 11346.3(b)(1) and 11346.5(a)(10) 
T has assessed whether or not and to what extent this proposal will affect the following: 

A. The creation or elimination of jobs within the State of California. 
These regulations will not affect the creation, or cause elimination, of jobs within 
the State of California. 

B. The creation of new businesses or the elimination of existing businesses within 
the State of California. 
These regulations will not affect the creation or the elimination of existing 
business within the State of California. 

C. The expansion of businesses currently doing business within the State of 
California. 
These regulations will not affect the expansion of business currently doing 
business within the State of California. 

D. The benefits of the regulation to the health and welfare of California residents, 
worker safety, and the state’s environment. 
These regulations will update and improve minimum existing building standards, 
which will provide increased protection of public health and safety, worker safety 
and the environment. 

ESTIMATED COST OF COMPLIANCE, ESTIMATED POTENTIAL BENEFITS, AND 
RELATED ASSUMPTIONS USED FOR BUILDING STANDARDS  

Government Code Section 11346.2(b)(5)(B)(i) states if a proposed regulation is a building 
standard, the initial statement of reasons shall include the estimated cost of compliance, 
the estimated potential benefits, and the related assumptions used to determine the 
estimates. 
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The SFM does not anticipate any significant cost of compliance with the proposed building 
standards. The regulations are based on the model code. Health & Safety section 18928 
requires that building standard be essentially the same as the most recent edition of the 
uniform industry codes. These regulations benefits are to have clear, concise, complete 
and update text of the regulations and standards. 

DUPLICATION OR CONFLICTS WITH FEDERAL REGULATIONS  

Government Code Section 11346.2(b)(6) requires a department, board, or commission 
within the Environmental Protection Agency, the Resources Agency, or the Office of the 
State Fire Marshal to describe its efforts, in connection with a proposed rulemaking action, 
to avoid unnecessary duplication or conflicts with federal regulations contained in the Code 
of Federal Regulations addressing the same issues. These agencies may adopt 
regulations different from these federal regulations upon a finding of one or more of the 
following justifications: (A) The differing state regulations are authorized by law and/or (B) 
The cost of differing state regulations is justified by the benefit to human health, public 
safety, public welfare, or the environment. 
 
The SFM has determined that this proposed rulemaking action does not unnecessary 
duplicate or conflict with federal regulations contained in the Code of Federal Regulations 
that address the same issues as this proposed rulemaking. 

 


